From: Zachary Belcastro

Sent: Sunday, July 10, 2016 1:05 PM

To: Jerry K.Miles@dom.com; michael.a.glagola@dom.com;
kenneth.roller@dom.com; Jason.E.Williams@dom.com;
doug.wight@dom.com; jeffrey.r.marcell@dom.com;
mike.surface@dom.com; rwilliams@gloverconstruction.com:
alan.eudy@gmail.com

Cc: Tim Lonas; Zachary Belcastro; Jeff Jackson; Scott Duda; Scott Quinlan;
Madeline Schmiedeknecht; John Klamut; Cindy Zadorozny

Subject: 7/9/2016 Day Shifts Mobile Lab Compliance and Split Summary
Reports - Possum Pt

Attachments: 160709 7pm to 160710 7am Inline Process Report Summary.pdf

All,

Attached is the mobile lab Summary Report for the metals as measured from the inline process
monitoring samples at the treatment system from Saturday, July 9th (7-am) to Sunday, July 10th (7-am).

For Saturday, July 9 Day shift:

e  Water was not treated or discharged. Treatment system was filling and flushing the new
Activated Alumina media.

For Saturday, July 9 Night shift:

21:50, 22:39, 23:23, 00:09, 00:51 — Sampling was for QA/QC purposes only. No water was
discharged

02:39 - >1 hr. delay in sampling due to slower filling of tanks.

03:41- >1 hr. delay in sampling due to slower filling of tanks.

03:41 — Selenium exceeded column A. Enhanced treatment was activated.

05:02- >1 hr. delay in sampling due to slower filling of tanks.

06:08- >1 hr. delay in sampling due to slower filling of tanks.

07:11- >1 hr. delay in sampling due to slower filling of tanks.

For additional comments, please see attached summary reports.

Please contact me with any questions.

Thanks,

Zach V. Belcastro, EIT
EIT

GAIl Consultants,
4200 Triangle Lane, Export, PA 15632-1358

T724.387.2170 | D 412.399.5453 | M 724.584.8108 | gaiconsultants.com |

* Please update your records with my new direct telephone number

CONFIDENTIALITY NOTICE: This communication contains confidential information belonging to the sender and may be legally privileged. This
communication is solely for the use of its intended recipient. If you are not the intended recipient, inform the sender of the error and remove this email
from your system. If this transmission includes any technical information, design data, and/or recommendations, they are provided only as a matter of
convenience and may not be used for final design and/or construction.
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aceAnalytical®

2525 Advance Road
Madison, WI 53718

ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

GAI Note:
Started
filling the
first tank
in
GAI Note. p;eparatlon
No water was discharged. Sampling was for QA/QC °_
discharge
purposes only.
LAB # Y¥162801-01 Y162801-02 Y162801-03 Y162801-04 Y162801-05 Y162801-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLEID  Detection Limit Limit 160709-2150-B 160709-2239-B 160709-2323-B 160710-0009-B 160710-0051-B 160710-0138-B
ET ET ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19
Arsenic 0.35
Cadmium 0.040
Chromium 0.86
Copper 0.56
Lead 0.21
Mercury 0.048
Nickel 0.26
Selenium 0.26
Silver 0.16
Thallium 0.051
Zinc 0.83

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

2.0 ug/L 1.3[3] 1.1[3] 0.70 [3] 0.55 [3] 0.43 [3] 0.33[3]
2.0 ug/L 4.6 4.4 3.8 3.4 3.0 1.9 [3]
0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
2.0 ug/L 1.3[3] 0.87 [2] [3] <0.86 <0.86 <0.86 <0.86
2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
2.0 ug/L 0.63 [3] 0.61[3] 0.53 [3] 0.53 [3] 0.46 [3] 0.48 [3]
5.0 ug/L 7.9 7.3 6.5 53 4.7 [3] 3.8[3]
0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
0.40 ug/L <0.051 <0.051 <0.051 <0.051 <0.051 0.11 [3]
2.0 ug/L 1.1[3] 3.2 3.4 2:2 1.9 [3] 3.8
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2525 Advance Road

. ®
309An3MI03/ _ Madison, WI 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005 GAI Note:
. Enhanced
treatment
was
activated
GAI Note: GAI Note: GAI Note: GAI Note: GAI Note:
>1 hr. >1 hr. >1 hr. >1 hr. >1 hr.
delay in delay in delay in delay in delay in
sampling sampling sampling sampling sampling
due to due to due to due to due to
slower slower slower slower slower
filling filling filling filling filling
of the of the of the of the of the
tanks. tanks. tanks. tanks. tanks.
LAB # Y162801-07  Y162801-08  Y162801-09  Y162801-10  Y162801-11 -
MATRIX Method Reporting Water Water Water Water Water -
SAMPLE ID Detection Limit Limit 160710-0239-B 160710-0341-B 160710-0502-A 160710-0608-A 160710-0711-A =
ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 0.32[3] 0.29 [3] 1.1[3] 0.42 [3] 0.35[3] -
Arsenic 0.35 ug/L 2.0 ug/L 2:1 1.9 [3] 2.3 2.6 2.8 -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 -
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 -
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 -
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 -
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 -
Nickel 0.26 ug/L 2.0 ug/L 0.51 [3] 0.61 [3] 0.94 [3] 0.86 [3] 0.98 [3] -
Selenium 0.26 ug/L 5.0 ug/L 3.9[2] (3] 5.0 [2] 5.5[2] 5.5[2] 6.0 -
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 z
Thallium 0.051 ug/L 0.40 ug/L 0.064 [3] <0.051 0.15 [3] 0.14 [3] 0.15[3] =
Zinc 0.83 ug/L 2.0 ug/L 4.3 4.7 7.7 4.7 5.3 -

Special Notes

O BhWN =
o

[}

limits.

Estimated value because of quality control sample exceedances.

Results may be biased high because of high continuing calibration verification (Cev).
= Analyte was detected but is below the reporting limit. The concentration is estimated.
= The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.

Precision for the matrix spike duplicate, laboratory control sample duplicate or lab duplicate was outside of control
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T ‘ 2525 Advance Road
ace Analytical x5 | Madison, W1 53718
ECCS Moble Lab Services ORT 608.221.8700 Phone
G | 608.221.4889 Fax
GAI Consultants Project: Possum Point Pawer Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

GAI Note:
Started
filling the
first tank
in
GAI Note: preparation
No water was discharged. Sampling was for QA/QC of
LAB # i il . L DS IR .
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160709-2150-B 160709-2239-B 160709-2323-B 160710-0009-B 160710-0051-B 160710-0138-B
ET ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water) ;
Antimony 0.19 wug/L 2.0 ug/L 1.3 [3] 1.1[3] 0.70 [3] 0.55 [3] 0.43 [3] 0.33 [3]
Arsenic 0.35 ug/L 2.0 ug/L 4.6 4.4 3.8 34 3.0 1.9 (3]
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L 1.3 [3] 0.87 [2] [3] <0.86 <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 0.63 [3] 0.61 [3] 0.53 [3] 0.53 [3] 0.46 [3] 0.48 [3]
Selenium 0.26 ug/L 5.0 ug/L 7.9 73 6.5 53 4.7 [3] 3.8 (3]
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 <0.051 <0.051 0.11 [3]
Zinc 0.83 ug/L 2.0 ug/L 1.1[3] 3.2 3.4 2.2 1.9 [3] 3.8
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N

2525 Advance Road

’ ®
aceAnalytical” ' Madison, WI 53718
ECCS Mobie Lsb Sarvices 608.221.8700 Phone
' 608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station

385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005
GAI Note:
' Enhanced
treatment
was
activated
GAI Note: GAI Note: GAI Note: GAI Note: GAI Note:
>1 hr. >1 hr. >1 hr. >1 hr. >1 hr.
delay in delay in delay in delay in delay in
sampling sampling sampling sampling sampling
due to due to due to due to due to
slower slower slower slower slower
filling filling filling filling £illing
of the of the of the of the of the
tanks. tanks. tanks. 5 tanks.
LAB # Y162801-07 Y162801-08 valrrl)/.;m-w tla.{‘\lfcsouru) rtga:uru &
MATRIX Method Reporting Water Water Water Water Water o
SAMPLE ID Detection Limit Limit 160710-0239-B 160710-0341-B 160710-0502-A 160710-0608-A 160710-0711-A -
ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 0.32 [3] 0.29 [3] 1.1 (3] 0.42 [3] 0.35 [3] =
Arsenic 0.35 ug/L 2.0 ug/L 2.1 1.9 [3] 2.3 2.6 28 =
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 &
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 -
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 -
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 -
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 =
Nickel 0.26 ug/L 2.0 ug/L 0.51 [3] 0.61 [3] 0.94 [3] 0.86 [3] 0.98 [3] =
Selenium 0.26 ug/L 5.0 ug/L 3.9[2] [3] 5.0 [2] 5.5[2] 5.5[2] 6.0 5
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 =
Thallium 0.051 ug/L 0.40 ug/L 0.064 [3] <0.051 0.15 [3] 0.14 [3] 0.15[3] =
Zinc 0.83 ug/L 2.0 ug/L 4.3 4.7 7.7 4.7 5.3 -
Special Notes

1}

]

limits.

pec
1 = Estimated value because of quality control sample exceedances.
2
3
4
5

Results may be biased high because of high continuing calibration verification (CCV).
Analyte was detected but is below the reporting limit. The concentration is estimated.
The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.

Precision for the matrix spike duplicate, laboratory control sample duplicate or lab duplicate was outside of control
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T 2525 Advance Road
ace Analytical Madison, WI 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Pojwer Station

385 East Waterfront Drive
Homestead, PA 15120-5005

Project Number: 150132.00

LAB #
MATRIX
SAMPLE ID

Method

Detection Limit

Y162801-01 Y162801-02  Y162801-03  Y162801-04  Y162801-05  Y162801-06

Reporting Water Water Water Water Water Water
Limit 160709-2150-B 160709-2239-B 160709-2323-B 160710-0009-B 160710-0051-B 160710-0138-B
ET ET ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony
Arsenic
Cadmium
Chromium
Copper
Lead
Mercury
Nickel
Selenium
Silver
Thallium
Zinc

0.19
0.35
0.040
0.86
0.56
0.21
0.048
0.26
0.26
0.16
0.051
0.83

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

2.0 ug/L 1.3 (3] 1.1[3] 0.70 3] 0.55 [3]‘ 0.43 [3] 0.33 3]
2.0 ug/L 4.6 4.4 3.8 34 3.0 1.9 [3]
0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
2.0 ug/L 1.3[3] 0.87 [2]1 3] <0.86 <0.86 ! <0.86 <0.86
2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
0.20 ug/L <0,048 <0.048 <0.048 <0.048 <0.048 <0.048
2.0 ug/L 0.63 (3] 0.61 [3] 0.53 [3) 0.53 [3]‘ 0.46 [3] 0.48 [3]
5.0 ug/L 7.9 7.3 6.5 53 4.7 [3] 3.8(3]
0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
0.40 ug/L <0.051 <0.051 <0.051 <0.051 <0.051 0.11 {3}
2.0 ug/L 1.1 [3] 3.2 34 22 1.9 [3] 3.8

00025464




2525 Advance Road

’ ®
aceAnalytical” Madison, WI 53718
ECCS Mobile Lab Services 608.221.8700 Phone
i 608.221.4889 Fax
GAI Consultants Project: Possum Point PoWer Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

LAB # Y162801-07 Y162801-08  Y162801-09  Y162801-10 Y¥162801-11 -
MATRIX Method Reporting Water Water Water Water Water -
SAMPLE ID Detection Limit Limit 160710-0239-B 160710-0341-B 160710-0502-A 160710-0608-A 160710-0711-A -

ET ET ET BT ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 0.32 [3] 0.29 [3] 1.1 (3] 0.42 (3] 0.35 {3} -
Arsenic 0.35 ug/L 2.0 ug/L 2.1 193] 2.3 2.6 2.8 -
" Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 -
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 -
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 -
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 -
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 -
Nickel 0.26 ug/L 2.0 ug/L 0.51 [3] 0.61 [3] 0.94 [3] 0.86 [3] 0.98 [3] -
Selenium 0.26 ug/L 5.0 ug/L 3.9[2][3] 5.0 [2] 5.5 [2] 5.5 [2] 6.0 -
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 -
Thallium 0.051 ug/L 0.40 ug/L 0.064 [3] <0.051 0.15 [3] 0.14 [3] 0.15 3] -
Zinc 0.83 ug/L 2.0 ug/L 43 4.7 7.7 4.7 5.3 -

Special Notes

Estimated value because of quality control sample exceedances.

Results may be biased high because of high continuing calibration verification (CCV).

Analyte was detected but is below the reporting limit. The concentration is estimated.

The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.

Precision for the matrix spike duplicate, laboratory control sample duplicate or lab duplicate was outside of control
flimits.

Ul Hh W N =
It
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385 East Waterfront Drive
Homestead, PA 15120-5005

Project Number:

150132.00

. 48 2525 Advance Road
aceAnaltical” Madison, W1 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station

LAB #

MATRIX

SAMPLE ID

Method

Detection Limit

Reporting

Limit

Y162901-01
Water

160710-0606-IN
F

200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony

Arsenic

Cadmium

Chromium

Copper

Lead

Mercury

Nickel

Selenium

Silver

Thallium

Zinc

0.19
0.35
0.040
0.86
0.56
0.21
0.048
0.26
0.26
0.16
0.051
0.83

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

2.0
2.0
0.40
2.0
2.0
2.0
0.20
2.0
5.0
0.40
0.40
2.0

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

3.7
48
<0.040
<0.86
0.68 [3]
<0.21
<0.048
3.2
14 [2]
<0.16
0.31 [3]
4.8

Special Notes

1

2
3
4
5

i

= Results may be biased high because of high continuing calibration verification (CCV).
Analyte was detected but is below the reporting limit. The concentration is estimated.

[t

i

i}

Estimated value because of quality control sample exceedances.

The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.

Precision for the matrix spike duplicate, laboratory control sample duplicate or lab duplica

limits.

te was outside of control
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2525 Advance Road

. ®
ace Analytical” Madison, WI 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

LAB # Y162801-07  Y162801-08  Y162801-09  Y162801-10  Y162801-11 -

MATRIX Method Reporting Water Water Water Water Water -

SAMPLE ID Detection Limit Limit 160710-0239-8 160710-0341-B 160710-0502-A 160710-0608-A 160710-0711-A -
ET ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 0.32[3] 0.29 [3] 1.1[3] 0.42 3] 0.35 [3] -
Arsenic 0.35 ug/L 2.0 ug/L 2.1 1.9{3] 2.3 2.6 2.8 -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 -
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 -
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 -
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 -
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 -
Nickel 0.26 ug/L 2.0 ug/L 0.51 [3] 0.61 {3] 0.94 [3] 0.86 [3] 0.98 [3] -
Selenium 0.26 ug/L 5.0 ug/L 3.9[2]1[3] 5.0 [2] 5.5 [2] 5.5[2] 6.0 -
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 -
Thallium 0.051 ug/L 0.40 ug/L 0.064 [3] <0.051 0.15 [3] 0.14 {3] 0.15 (3] -
Zinc 0.83 ug/L 2.0 ug/L 4.3 4.7 7.7 4.7 53 -

Special Notes

Estimated value because of quality control sample exceedances.

Results may be biased high because of high continuing calibration verification (cev).

= Analyte was detected but is below the reporting limit. The concentration is estimated.

The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.

Precision for the matrix spike duplicate, laboratory control sample duplicate or lab duplicate was outside of control
limits.

U D W N
t
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From: Zachary Belcastro
Sent: Monday, July 11, 2016 11:48 PM

To:

Jerry.K.Miles@dom.com; michael.a.glagola@dom.com;
kenneth.roller@dom.com; Jason.E.Williams@dom.com;
doug.wight@dom.com; jeffrey.r.marcell@dom.com;
mike.surface@dom.com; rwilliams@gloverconstruction.com;
alan.eudy@gmail.com

Cc: Tim Lonas; Zachary Belcastro; Jeff Jackson; Scott Duda; Scott Quinlan;
Madeline Schmiedeknecht; John Klamut; Cindy Zadorozny

Subject: 7/10/2016 Day Shifts Mobile Lab Compliance and Split Summary
Reports - Possum Pt

Attachments: 160710 7pm to 160711 7am Inline Process Report Summary.pdf;
160710 7am to 160710 7pm Inline Process Report Summary.pdf

All,

Attached is the mobile lab Summary Report for the metals as measured from the inline process
monitoring samples at the treatment system from Sunday, July 10th (7-am) to Monday, July 11th (7-am).

For Sunday, July 10 Day shift:

s Enhanced treatment continued from previous shift.

¢ >1 hr. delay in sampling due to calibration of the ICP-MS equipment. Treatment system
recirculated during non-sampling period.

12:20 - >1 hr. delay due to slower filling of the tanks.

13:34 - >1 hr. delay due to slower filling of the tanks.

e 14:30 - >1 hr. delay due to slower filling of the tanks.

For Sunday, July 10 Night shift:

¢ Enhanced treatment continued from previous shift.
22:40 - Sample exceeded threshold of Column C for Selenium at 6.8 ug/L. Bad sample water
was not discharged.

e 23:55->1 hr. delay due to slower filling of the tanks.

For additional comments, please see attached summary reports.

Please contact me with any questions.

Thanks,

Zach V. Belcastro, EIT

EIT

GAI Consultants,
4200 Triangle Lane, Export, PA 15632-1358

T 724.387.2170 | D 412.399.5453 | M 724.584.8108 | gaiconsuitants.com |

* Please update your records with my new direct telephone number

CONFIDENTIALITY NOTICE: This communication contains confidential information belonging to the sender and may be legally privileged. This
communication is solely for the use of its intended recipient. If you are not the intended recipient, inform the sender of the error and remove this email
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from your system. If this transmission includes any technical information, design data, and/or recommendations, they are provided only as a matter of
convenience and may not be used for final design and/or construction.
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2525 Advance Road
Madison, WI 53718

aceAnalytical®

ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

GAI Note:
Sample
exceeded
threshold
of Column GAI Note:
C for >1 hr.
GAI Note: Selenium delay in
Enhanced at 6.8 sampling
treatment ug/L. Bad due to
was sample slower
continued water was filling
from not of the
previous discharged tanks.
LAB # shift Y162904-01  Y162904-02  Y162904-03  Y162904-04 Y162904-05  Y162904-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160710-1917-A 160710-2007-A 160710-2056-A 160710-2150-A 160710-2240-A 160710-2355-A
ET ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water) !
Antimony 0.19 wug/L 2.0 ug/L 0.41 [3] 0.42[3] 0.40 [3] 0.46 [3)] 0.47 [3] 0.44 [3]
Arsenic 0.35 ug/L 2.0 ug/L 1.9 [3] 1.8 [3] 2.1 2.0 2.0 1.9 [3]
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
" Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 1.1[2][3]
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 wug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.3[3] 1.4 [3] 1.3 [3] 1.4 [3] 1.4 [3] 1.4 [3]
Selenium 0.26 ug/L 5.0 ug/L 5.1 57 5.9 6.4 6.8 [2] 5.9 [2]
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 wug/L 0.40 ug/L 0.067 [3] 0.077 [3] <0.051 0.057 [3] <0.051 0.051 [3]
Zinc 0.83 ug/L 2.0 ug/L 5.0 43 4.6 4.1 4.4 5.1

00025470




cal® | ‘ i dvance Road
ace Analytical ; B | 2525 Advance Ro

Madison, WI 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax

GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Pfoj'ect Number: 150132.00
Homestead, PA 15120-5005 :

LAB # Y162904-07  Y162904-08  Y162904-09  Y162904-10  Y162904-11  Y162904-12
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160711-0033-A 160711-0056-A 160711-0143-A 160711-0229-A 160711-0310-A 160711-0356-A
ET ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 0.46 [3] 0.50 [3] 0.55 [3] 0.56 [3] 0.55 [3] 0.59 [3]
Arsenic 0.35 ug/L 2.0 ug/L 1.8 {3] 1.8 (3] 2.0 193] 2.1 21
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.04(§ <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L. <0.86 <0.86 <0.86 <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21: <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L. 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.413)} 1.4 3] 1.4 3] 1.5(3] 1.4 3] 1.6 [3]
Selenium 0.26 ug/L 5.0 ug/L 5.9([2] 6.2 [2] 6.6 [2] 6.5[2] 6.3 6.6
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 <0.051 <0.051 <0.051

Zinc 0.83 ug/L 2.0 ug/L 4.1 4.1 3.9 4.1 4.2 4.2

00025471




. e 2525 Advance Road

_Aace Analytical Madison, W1 53718

- ECCS Mobite Lab Services 608.221.8700 Phone

i 608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station

385 East Waterfront Drive
Homestead, PA 15120-5005

Project Number: 150132.00

LAB # Y162904-13 Y162904-14 Y162904-15 - - -
MATRIX Method Reporting Water Water Water - - -
SAMPLE ID Detection Limit Limit 160711-0443-A 160711-0536-A 160711-0630-A - - -
ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 0.66 [3] 0.64[3] 0.69 [3] - - -
Arsenic 0.35 ug/L 2.0 ug/L 2.2 23 2.5 - - -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 - - -
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 1.1[3] - - -
Copper 0.56 ug/t 2.0 ug/L <0.56 <0.56 <0.56 - - -
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 - - -
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 - - -
Nickel 0.26 ug/L 2.0 ug/L 1.6 [3] 16[3 1.7 3] - - -
Selenium 0.26 ug/L 5.0 ug/L 6.3 6.2 6.3 - - -
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 - - -
Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 - - -
Zinc 0.83 ug/L 2.0 ug/L 5.4 3 3.7 - - -

38

Special Notes

DWW N
o u

i

Estimated value because of quality control sample exceedances.
Results may be biased high because of high continuing calibre
Analyte was detected but is below the reporting limit. The co
The matrix spike and/or matrix spike duplicate recovery was

ation verification (CCV).
ncentration is estimated.
outside of the laboratory control limits.
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ECCS Mobile Lab Services

2525 Advance Road
Madison, WI 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants

Project: Possum Point Power Station

385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005
GAI Note:
>1 hr. delay in GAI Note: GAI Note: GAI Note:
sampling due to >1. hr. >1 hr. >1 hr.
GAI Note: calibration of delay in delay.in delay in
Enhanced the ICP-MS sampling sampling sampling
treatment equipment. due to due to due to
was Treatment system slower slower slower
continued recirculated filling filling filling
from during of the of the of the
previous non-sampling tanks. tanks. tanks.
LAB # shift period. Y162902-01  Y162902-02  Y162902-03 Y162902-04  Y162902-05 Y162902-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 16071016-1020 16071016-1119 16071016-1220 16071016-1334 16071016-1430 16071016-1530
-AET -AET -AET -AET -AET -AET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Chromium 0.86 ug/L 2.0 ug/L 1.2 2] [3] <0.86 <0.86 <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.0 [3] 1.1 [3] 1.2 [3] 1.2 3] 1.3[3] 1.3 [3]
Selenium 0.26 ug/L 5.0 ug/L 5.3 5.6 5.4 5.8 5.7 5.5
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 wug/L 0.40 ug/L 0.14 [3] 0.13 [3] 0.14 [3] 0.16 [3] 0.13 [3] 0.13 [3]
Zinc 0.83 ug/L 2.0 ug/L 5.1 3.5 5.7 6.1 6.9 4.7
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 0.32 [3] 0.29 [3] 0.48 [3] 0.31[3] 0.32 [3] 0.31 [3]
Arsenic 0.35 ug/L 2.0 ug/L 2.1 2.4 2.1 2.1 2.0 2.0
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040

00025473




aceAnalytical®

ECCS Mobile Lab Services

2525 Advance Road
Madison, WI 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project: Possum Point Power Station

Project Number: 150132.00

LAB # Y162902-07  Y162902-:09  Y162902-10 -
MATRIX Method Reporting Water Water Water -
SAMPLE ID Detection Limit Limit 160710-1628-A 160710-1725-A 160710-1823-A -
ET ET : ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 0.91[2][3] -
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 -
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 -
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 -
Nickel 0.26 ug/L 2.0 ug/t 1.3 [3] 1.4 [3] 1.4 [3] -
Selenium 0.26 ug/L 5.0 ug/L 5.9 5.1 5.2 -
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 -
Thallium 0.051 ug/L 0.40 ug/L 0.13 [3] 0.11 [3] 0.088 [3] -
zZinc 0.83 ug/L 2.0 ug/L 5.5 3.5 4.9 -
200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 0.34 [3] 0.37 [3] 0.40 [3] -
Arsenic 0.35 ug/L 2.0 ug/L 2.1 1.8[3] 1.8 [3] -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 -

Special Notes
1 = Estimated value because of quality control sample exceedances.
Results may be biased high because of high continuing calibration verification (CCV).
Analyte was detected but is below the reporting limit. The concentration is estimated.
The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.

it
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3
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' 19 2525 Advance Road

aceAnalytical ‘ Madison, W1 53718

FCCS Motite Lok Servicas 608.221.8700 Phone

, 608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station

385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005
GAI Note:
>1 hr. delay in GAI Note: GAI Note: GAI Note:
sampling due to >1.- he. >1 he. >1 hr.
GAI Note: calibration of delay in delay in delay in
Enhanced the ICP-MS sampling sampling sampling
treatment equipment. due to due to due to
was Treatment system slower slower slower
continued recirculated filling filling filling
from during of the of the of the
i non-s lin tanks. tanks. tanks.
LAB # PROVIOUS  Deriod. T V16290201  Y162902-02  Y1b/YUsUS  Ylos0rU4  Yiosuzus  Y162902-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 16071016-1020 16071016-1119 16071016-1220 16071016-1334 16071016-1430 16071016-1530
-AET -AET -AET -AET -AET -AET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Chromium 0.86 ug/L 2.0 ug/L 1.2 [2] [3] <0.86 <0.86 <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.0 [3] 1.1 [3] 1.2 (3] 1.2 [3] 1.3[3] 1.3[3]
Selenium 0.26 ug/L 5.0 ug/L 53 5.6 5.4 5.8 5.7 55
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L 0.14 [3] 0.13 [3] 0.14 [3] 0.16 [3] 0.13 [3] 0.13 [3]
Zinc 0.83 ug/L 2.0 ug/L 5.1 35 5.7 6.1 6.9 4.7
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 0.32 [3] 0.29 [3] 0.48 [3] 0.31 [3] 0.32 [3] 0.31 [3]
Arsenic 0.35 ug/L 2.0 ug/L 2.1 2.4 2.1 2.1 2.0 2.0
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040

00025475




208 Analytical®

ECCS Mobile Lab Services

2525 Advance Road
Madison, W1 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005

LAB # Y162902-07  Y162902-09  Y162902-10 - -

MATRIX Method Reporting Water Water Water - -

SAMPLE ID Detection Limit Limit 160710-1628-A 160710-1725-A 160710-1823-A - - -
ET ET ET

200,8 EPA Metals by ICP/MS - No Digestion (Water)

Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 0.91 [2] 3] - - -

Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 - - -

Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 -

Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 - - -

Nickel 0.26 ug/L 2.0 ug/L 1.3 (3] 1.4 3] 1.4 [3] - - -

Selenium 0.26 ug/t 5.0 ug/L 5.9 5.1 5.2 - -

Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 - - -

Thallium 0.051 ug/L 0.40 ug/L 0.13 {3] 0.11 [3] 0.088 [3] - - -

Zinc 0.83 ug/L 2.0 ug/L 5.5 3.5 49 - -

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 0.34 3] 0.37 [3] 0.40 [3] - -
Arsenic 0.35 ug/L 2.0 ug/L 2.1 1.8 [3] 1.8(3] - -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 - -

Special Notes

1 = Estimated value because of quality control sample exceedances.

2 = Results may be biased high because of high continuing calibration verification (CCV).

3 = Analyte was detected but is below the reporting limit. The concentration is estimated.

4 = The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.

00025476




2525 Advance Road

. ®
aceAnalytical Madison, WI 53718
ECCS Mobite Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station

385 East Waterfront Drive
Homestead, PA 15120-5005

Project Number: 150132.00

LAB # Y162902-01  Y162902-02  Y162902-03  Y162902-:04  Y162902-05 Y162902-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE 1D Detection Limit Limit 16071016-1020 16071016-1119 16071016-1220 16071016-1334 16071016-1430 16071016-1530
-AET -AET -AET -AET -AET -AET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Chromium 0.86 ug/L 2.0 ug/L 1.212][3] <0.86 <0.86 <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.0 [3] 1.1 [3] 1.2 (3] 1.2 3] 1.3 [3] 1.313]
Selenium 0.26 ug/L 5.0 ug/L 5.3 5.6 5.4 5.8 5.7 5.5
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L 0.14[3] 0.13 [3] 0.14 [3] 0.16 [3) 0.13 [3] 0.13 [3]
Zinc 0.83 ug/L 2.0 ug/L 5.1 3.5 5.7 6.1 6.9 4.7

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19
Arsenic 0.35
Cadmium 0.040

ug/L
ug/L
ug/L

2.0 ug/L 0.32[3] 0.29 (3] 0.48 [3] 0.31[3] 0.32 3] 0.31 [3]
2.0 ug/L 2.1 2.4 2.1 2.1 2.0 2.0
0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040

00025477




ace Analytical®

ECCS Mobile Lab Services

2525 Advance Road
Madison, W1 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project: Possum Point Power Station

Project Number: 150132.00

LAB # Y162902-07  Y162902-09  Y162902-10

MATRIX Method Reporting Water Water Water -

SAMPLE ID Detection Limit Limit 160710-1628-A 160710-1725-A 160710-1823-A -
ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 0.91 {21 [3] -

Copper 0.56 ug/L 2.0 ug/L <0.56 <(.56 <0.56 -

Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21

Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048

Nickel 0.26 ug/L 2.0 ug/t 1.3[3) 1.4[3) 1.4[3] -

Selenium 0.26 ug/L 5.0 ug/L 5.9 5.1 5.2

Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 -

Thallium 0.051 ug/L 0.40 ug/L 0.13 [3] 0.11 3] 0.088 [3] -

Zinc 0.83 ug/L 2.0 ug/L 5.5 35 4.9

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 0.34 [3] 0.37 [3] 0.40 [3] -

Arsenic 0.35 ug/L 2.0 ug/L 2.1 1.8[3] 1.8 [3] -

Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 -

Special Notes
1

[}

It

H

2
3
4

Estimated value because of quality control sample exceedances.

Results may be biased high because of high continuing calibration verification (CCV).

Analyte was detected but is below the reporting limit. The concentration is estimated.

The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.

00025478




2525 Advance Road

. @
ace Analytical Madison, WI 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

GAI Note:
Sample
exceeded
threshold
of Column GAI Note:
C for >1. hE
GAI Note: ‘ Selenium delay in
Enhanced at 6.8 sampling
treatment ug/L. Bad due to
was ) sample slower
continued water was filling
from. not of the
LAB # P;-:‘_’-“f’:_m" Y162904-01 Y162904-02  Y162904-03 Y162904-04 discharged tanks. 6
sni
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160710-1917-A 160710-2007-A 160710-2056-A 160710-2150-A 160710-2240-A 160710-2355-A
ET ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 0.41 [3] 0.42 [3] 0.40 [3] 0.46 [3] 0.47 [3] 0.44 [3]
Arsenic 0.35 ug/L 2.0 ug/L 1.9 [3] 1.8 [3] 2.1 2.0 2.0 1.9 [3]
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 1.1[2][3]
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.3[3] 1.4[3] 1.3 [3] 1.4 (3] 1.4 [3] 1.4 [3]
Selenium 0.26 ug/L 5.0 ug/L 5.1 5.7 5.9 6.4 6.8 [2] 5.9 [2]
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L 0.067 [3] 0.077 [3] <0.051 0.057 [3] <0.051 0.051 [3]
Zinc 0.83 ug/L 2.0 ug/L 5.0 4.3 4.6 4.1 4.4 5.1

00025479




ace Analytical®

ECCS Mobile Lab Services

2525 Advance Road
Madison, W1 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project:

Project Number: 150132.00

Possum Point Power Station

00025480

LAB # Y162904-07  Y162904-08  Y162904-09  Y162904-10  Y162904-11  Y162904-12
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160711-0033-A 160711-0056-A 160711-0143-A 160711-0229-A 160711-0310-A 160711-0356-A
ET ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 0.46 [3] 0.50 3] 0.55 [3] 0.56 [3] 0.55 [3] 0.59 [3]
Arsenic 0.35 ug/L 2.0 ug/L 1.8 3] 1.8 [3] 2.0 1.9[3] 2.1 2.1
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
~  Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.4 [3] 1.4 (3] 1.4 [3] 1.5[3] 1.4 (3] 1.6 [3]
Selenium 0.26 ug/L 5.0 ug/L 5.91(2] 6.2 (2] 6.6 [2] 6.5(2] 6.3 6.6
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 <0.051 <0.051 <0.051
Zinc 0.83 ug/L 2.0 ug/L 4.1 a1 3.9 4.1 4.2 42




ace Analytical®

ECCS Mobile Lab Services

2525 Advance Road
Madison, W1 53718
608.221.8700 Phone

608.221.4889 Fax

ORT

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Possum Point Power Station
Project Number: 150132.00

Project:

LAB # Y162904-13  Y162904-14  Y162904-15 - - -
MATRIX Method Reporting Water Water Water - - -
SAMPLE ID Detection Limit Limit 160711-0443-A 160711-0536-A 160711-0630-A - - -
ET ET ET

200.8 EPA Metais by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 0.66 [3] 0.64 [3] 0.69 [3] -

Arsenic 0.35 ug/L 2.0 ug/L 2.2 2.3 25 -

Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.04O <0.040 -

Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 1.1(3] -

Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 -

Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 -

Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 -

Nickel 0.26 ug/L 2.0 ug/L 1.6 [3] 1.6 [3] 1.7 (3] -

Selenium 0.26 ug/L 5.0 ug/L 6.3 6.2 6.3 -

Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 -

Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 -

Zinc 0.83 ug/L 2.0 ug/L 5.4 3.8 3.7 -

Special Notes
Estimated value because of quality control sample exceedances.

Results may be biased high because of high continuing calibration verification (CCV).

Analyte was detected but is below the reporting limit. The concentration is estimated.

The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.
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tnnl® 2525 Advance Road
HCGAnaMlcal Madison, W1 53718

ECCS Mobile Lab Services K1 608.221.8700 Phone

| . 608.221.4889 Fax

GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005

LAB # Y162905-01  Y162905-02  Y162905-03  Y162905-04  Y162905-05  Y162905-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160710;:2100-IN 160710,&22414\ 160710|\;|2243~B 160710’;2244-5 160710;:2244—IN 1SCO 4
200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 31 0.49 [3] 1.9[3] 2.0 3.2 0.58 [3]
Arsenic 0.35 ug/L 2.0 ug/L 42 2.1 3.0 3.8 42 1.9 {3]
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L 3.3[2] 1.4{2]13) <0.86 1.3[2] (3] 5.2[2] <0.86
Copper 0.56 ug/L 2.0 ug/L 2.7 <0.56 0.87 3] 2.7 3.9 <0.56
Lead 0.21 ug/L 2.0 ug/L 0.25 [3] 0.68 [3] 0.34 [3] 1.1 (3] 0.25 [3] 0.24 [3]
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 4.5 1.4 [3] 3.7 3.8 5.6 2.3
Selenium 0.26 ug/L 5.0 ug/t 11 6.2 [2] 7.9([2] 6.7 [2] 11{2) 6.1
Silver 0.16 wug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L 0.28 [3] <0.051 0.26 3] 0.27 [3] 0.30 3] 0.052 [3]
Zinc 0.83 ug/L 2,0 ug/L 19 8.3 68 49 16 5.6

00025482




ace Analytical”

ECCS Mobile Lab Services

2525 Advance Road
Madison, W1 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants

385 East Waterfront Drive
Homestead, PA 15120-5005

Project:

Project Number:

Possum Point Power Station

LAB # Y162905-07  Y162905-08 -
MATRIX Method Reporting Water Water - -
SAMPLE ID Detection Limit Limit 160711';0621-M 160711;:0627-IN - -
200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 0.56 [3] 33 - -
Arsenic 0.35 ug/L 2.0 ug/L 1.9 [3] 46 -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040

Chromium ~ 0.86 ug/L 2.0 ug/L <0.86 1.6 [2][3] - -
Copper 0.56 ug/L 2.0 ug/L <0.56 0.82 [3] -
Lead 0.21 ug/t 2.0 ug/L <0.21 0.73 {3] - -
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 - -
Nickel 0.26 ug/L 2.0 ug/L 1.5 (3] 3.3 - -
Selenium 0.26 ug/L 5.0 ug/L 5.8 11 -
Sitver 0.16 ug/L 0.40 ug/L. <0.16 <0.16 - -
Thallium 0.051 ug/L 0.40 ug/L <0.051 0.31 [2][3] - -
Zinc 0.83 ug/L 2.0 ug/L 3.6 1.9 [3] - -

Special Notes

1 = Estimated value because of quality control sample exceedances.

i

il

2
3
4

Results may be biased high because of high continuing calibration verification (CCV).
Analyte was detected but is below the reporting limit. The concentration is estimated.
The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory contro! limits.
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£ L - - 2525 Advance Road
EICGAH&MIC&/ o o Madison, WI 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax

GAI Consuitants ‘ Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005

LAB # Y162905-01 ¥162905-02 Y162905-03 Y162905-04 Y162905-05  Y162905-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Lirmit 160710;:2100-IN 160710’;2241~A 160710[;1224}8 160710;2244-5 160710;:2244-IN ISCO 4
200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 31 0.49 [3] 1.9 [3] 2.0 3.2 0.58 {31]
Arsenic 0.35 ug/L 2.0 ug/L 42 2.1 3.0 3.8 42 1.9 (3]
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L 3.3[2] 1.4{2] (3] <0.86 1.3[2](3] 5.2 (2] <0.86
Copper 0.56 ug/L 2.0 ug/L 27 <0.56 0.87 [3] 2.7 3.9 <0.56
Lead 0.21 ug/L 2.0 ug/L 0.25 [3] 0.68 [3] 0.34 [3] 1.1{3] 0.25 [3] 0.24 [3]
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 45 1.4 [3] 3.7 3.8 5.6 2.3
Selenium 0.26 ug/L 5.0 ug/L 11 6.2 [2] 7.91{2] 6.7 (2] 11 (2] 6.1
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thalfium 0.051 ug/L 0.40 ug/L 0.28 [3] <0.051 0.26 [3] 0.27 (3] 0.30 (3] 0.052 [3]
Zinc 0.83 ug/L 2.0 ug/L 19 8.3 68 49 16 5.6
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ace Analytical”

ECCS Mobife Lab Services

2525 Advance Road
Madison, WI 53718
608.221.8700 Phone

608.221.4889 Fax

Homestead, PA 15120-5005

GAI Consultants f Project:

Possum Point Power Station

385 East Waterfront Drive Project Number: 150132.00

LAB # Y162905-07  Y162905-08
MATRIX Method Reporting Water Water
SAMPLE ID Detection Limit Limit 1607111—30621-M 160711;:0627-IN
200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 0.56 [3] 33
Arsenic 0.35 ug/L 2.0 ug/L 1.9 {3] 46
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040
Chromium ~ 0.86 ug/L 2.0 ug/L <0.86 1.6 [2][3]
Copper 0.56 ug/L 2.0 ug/L <(0.56 0.82 3]
Lead 0.21 ug/L 2.0 ug/L <0.21 0.73 [3]
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.5[3) 33
Selenium 0.26 ug/L 5.0 ug/L 5.8 11
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 0.31 [2] [3]
Zinc 0.83 ug/L 2.0 ug/L 3.6 1.9 [3]

Special Notes

1 = Estimated value because of quality control sample exceedances.

2 = Results may be biased high because of high continuing calibration verification (CCV).

3 = Analyte was detected but is below the reporting limit. The concentration is estimated.

4 = The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.
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From: Arie Uber

Sent: Monday, July 11, 2016 4:12 AM

To: Scott Quinlan; Scott Duda; John Klamut; Jeff Jackson

Cc: Zachary Belcastro; Tim Lonas

Subject: Inline Process Sampling summary report 7/10/16 7am to 7/10/16 7pm
Attachments: 160710 7am to 160710 7pm Inline Process Report Summary0001.pdf;

IMG_0273.JPG; IMG_0274.JPG; IMG_0275.JPG
Hi All,

Please find attached the Inline Process Sampling Summary Report for the above
dates. Also, attached are the ProAct operational logs.

sincerely,

Arie Uber

00025486



UL 2525 Advance Road
aceAnalytical _ Madison, WI 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants

Project: Possum Point Power Station

385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

LAB # Y162902-04

Y162902-01  Y162902:02  Y162902-03 Y162902-05  Y162902-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 16071016-1020 16071016-1119 16071016-1220 16071016-1334 16071016-1430 16071016-1530
-AET -AET -AET -AET -AET -AET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Chromium 0.86 ug/L 2.0 ug/t 1.2 [211{3] <0.86 <0.86 <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.0 [3] 1.1[3] 1.2 [3] 1.2 [3] 1.3[3] 1.3[3]
Selenium 0.26 ug/L 5.0 ug/L 53 56 5.4 58 - 5.7 5.5
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ugjL 0.14 [3] 0.13 [3] 0.14 [3] 0.16 [3] 0.13 [3] 0.13 {3]
Zinc 0.83 ug/L 2.0 ug/L 5.1 3.5 5.7 6.1 6.9 4.7
200.8 EPA Metals by ICP/MS - No Digestion (Water) ‘

Antimony 0.19 ug/L 2.0 ug/t. 0.32 [3] 0.29 [3] 0.48 3] 0.31 (3] 0.32 [3] 0.31 3]
Arsenic 0.35 ug/L 2.0 ug/L 2.1 24 2.1 2.1 2.0 2.0
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040

00025487



aceAnalytical®

ECCS Mobile Lab Services

2525 Advance Road
Madison, WI 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project: Possum Point Power Station

Project Number: 150132.00

LAB # Y162902-07  Y162902-09  Y162902-10 -
MATRIX Method Reporting Water Water Water -
SAMPLE ID Detection Limit Limit 160710-1628-A 160710-1725-A 160710-1823-A -
ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 0.91[2] 3] -
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 -
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 -
Nickel 0.26 ug/L 2.0 ug/L 1.3[3] 1.4 (3] 1.4(3] -
Selenium 0.26 ug/L 5.0 ug/L 5.9 51 5.2 -
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 -
Thallium 0.051 ug/L 0.40 ug/L 0.13[3] 0.11 [3] 0.088 [3] -
Zinc 0.83 ug/L 2.0 ug/L 5.5 3.5 4.9 -
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 0.34 [3] 0.37 [3] 0.40 [3] -
Arsenic 0.35 ug/L 2.0 ug/L 2.1 1.8 [3] 1.8 [3] -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 -

Special Notes

1 = Estimated value because of quality control sample exceedances.

Results may be biased high because of high continuing calibration verification (Ccv).

Analyte was detected but is below the reporting limit. The concentration is estimated.

The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.
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From: Michael DeHoff

Sent: Monday, July 11, 2016 6:29 PM

To: Zachary Belcastro; Tim Lonas; Jeff Jackson; Scott Duda

Subject: Summart report

Attachments: 1600710 7pm to 7am Report Summary Influent and addtional sample.pdf;

1600710 7pm to 7am Report Summary Influent and addtional sample.pdf

00025492



Ghoe Analytical”

ECCS Mobile Lab Services

2525 Advance Road
Madison, WY 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants

385 East Waterfront Drive
Homestead, PA 15120-5005

Project: Possum Point Power Station
Project Number: 150132.00

¥162905-01 Y1629(§)5-02 Y162905-03  Y162905-04  Y162905-05  Y162905-06

LAB #

MATRIX Method Reporting Water Water Water Water Water Water

SAMPLEID  Detection Limit Limit 160710-2100-IN 160710-2241-A 160710-2243-B 160710-2244-5 160710-2244-IN  ISCO 4
F A M F F

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19
Arsenic 0.35
Cadmium 0.040
Chromium 0.86
Copper 0.56
Lead 0.21
Mercury 0.048
Nickel 0.26
Selenium 0.26
Silver 0.16
Thallium 0.051
Zinc 0.83

ug/L
ug/L
ug/L
ug/L
ug/L.
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

2.0 ug/L 3.1 0.49 [3] 1.9[3] 2.0 3.2 0.58 [3]
2.0 ug/L 4 2.1 3.0 3.8 42 1.9 [3)
0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
2.0 ug/L 3.3[2) 1.4[2] [3] <0.86 1.3[2] (3] 5.2{2] <0.86
2.0 ug/L 2.7 <0.56 0.87 [3] 2.7 3.9 <0.56
2.0 ug/L 0.25 [3] 0.68 [3] 0.34 [3] 1.1[3] 0.25 [3] 0.24 [3]
0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
2.0 ug/L 4.5 1.4 [3] 3.7 3.8 5.6 2.3

5.0 ug/L 11 6.2 [2] 7.9 [2] 6.7 [2] 11[2) 6.1

0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
0.40 ug/L 0.28 [3] <0.051 0.26 [3] 0.27 [3] 0.30 [3] 0.052 [3)
2.0 ug/L 19 8.3 68 49 16 5.6

00025493




’_APaceAnalytical®

ECCS Mobile Lab Services

2525 Advance Road
Madison, WI 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project: Possum Point Power Station

Project Number: 150132.00

LAB # Y162905-07  Y162905-08 - -
MATRIX Method Reporting Water Water - -
SAMPLE ID Detection Limit Limit 160711‘;0621-M 160711;0627-11\1 -

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 0.56 [3] 3.3 - -
Arsenic 0.35 ug/L 2.0 ug/L 1.9 [3] 46 - - -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.0;40 - -

Chromium . 0.86 ug/L 2.0 ug/L <0.86 1.6 [2][3] - - -
Copper 0.56 ug/L 2.0 ug/L <0.56 0.82 [3] - -
Lead 0.21 ug/L 2.0 ug/L <0.21 0.73 {3] - -
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 - - -
Nickel 0.26 ug/L 2.0 ug/L 1.5[3] 3.3 - - -
Selenium 0.26 ug/L 5.0 ug/L 5.8 11 - -
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 - - -
Thallium 0.051 ug/L 0.40 ug/L <0.051 0.31[2] (3] - -
Zinc 0.83 ug/L 2.0 ug/L 3.6 1.9 [3] - -

Special Notes

1

H

it

AN
it

Estimated value because of quality control sample exceedances.

Results may be biased high because of high continuing calibration verification (CCV).

Analyte was detected but is below the reporting limit. The concentration is estimated.

The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory controi limits.
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2525 Advance Road
Madison, W] 53718
608.221.8700 Phone

608.221.4889 Fax

ceAnaIytica/"’

ECCS Mobile Lab Services

GAI Consulitants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005

LAB # Y162905-01  Y162905-02  Y162905-03  Y162905-04  Y162905-05 Y162905-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160710-2100-IN 160710-2241-A 160710-2243-B 160710-2244-S 160710-2244-IN ISCO 4

F A M F F

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 3.1 0.49 [3] 1.9 [3] 2.0 3.2 0.58 [3]
Arsenic 0.35 ug/L 2.0 ug/L 42 2.1 3.0 3.8 42 1.9 3]
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L 3.3[2] 1.4 [Zj (31 <0.86 1.3[2] (3} 5.2 (2] <0.86
Copper 0.56 ug/L 2.0 ug/L 2.7 <0.56 0.87 [3] 2.7 3.9 <0.56
Lead 0.21 ug/L 2.0 ug/L 0.25 [3] 0.68 [3] 0.34 [3] 1.1[3] 0.25 [3] 0.24 [3]
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.0§48 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 45 1.4 3] 3.7 38 5.6 2.3

Selenium 0.26 ug/L 5.0 ug/L 11 6.2 [?] 7.9(2] 6.7 (2] 11 [2] 6.1

Silver 0.16 ug/L 0.40 ug/L <0.16 <0.f6 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L 0.28 [3] <0.0$1 0.26 [3] 0.27 {31 0.30 {3] 0.052 [3]

Zinc 0.83 ug/L 2.0 ug/L 19 8.3 68 49 16 5.6

00025495




" _PaceAnalytical®

ECCS Mobile Lab Services

2525 Advance Road
Madison, W1 53718
608.221,8700 Phone

608.221.4889 Fax

GAI Consultants

385 East Waterfront Drive
Homestead, PA 15120-5005

Project: Possum Point Power Station
Project Number: 150132.00

LAB # Y162905-07  Y162905-08 - - - .
MATRIX Method Reporting Water Water - - - -
SAMPLEID  Detection Limit Limit 160711;;0621-M 160711;:9627~IN - - . -
200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 0.56 [3] 3.3 - - - -
Arsenic 0.35 ug/L 2.0 ug/L 1.9[3] 46 - - - -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.0#0 - - -

Chromium _ 0.86 ug/L 2.0 ug/L <0.86 1.6 [2] [3] - - - -
Copper 0.56 ug/L 2.0 ug/L <0.56 0.82 t3] - - - -
Lead 0.21 ug/L 2.0 ug/L <0.21 0.73 [3] - - - -
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 - - - -
Nickel 0.26 ug/L 2.0 ug/L 1.5(3] 3.3 . - - -
Selenium 0.26 ug/L 5.0 ug/L 5.8 11 - - - -
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 - - - -
Thallium 0.051 ug/L 0.40 ug/L <0.051  0.31[2][3] - .

Zinc 0.83 ug/L 2.0 ug/L 3.6 1.9 (3] - - - -

Special Notes

f

1 = Estimated value because of quality control sample exceedances.

(]

It

2
3
4

= Results may be biased high because of high continuing calibration verification (CCv).
Analyte was detected but is below the reporting limit. The concentration is estimated.
The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control fimits.
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From: Zachary Belcastro

Sent: Tuesday, July 12, 2016 1:45 PM

To: Jerry.K.Miles@dom.com; michael.a.glagola@dom.com;
kenneth.roller@dom.com; Jason.E.Williams@dom.com;
doug.wight@dom.com; jeffrey.r.marcell@dom.com;
mike.surface@dom.com; rwilliams@gloverconstruction.com;
alan.eudy@gmail.com

Cc: Tim Lonas; Zachary Belcastro; Jeff Jackson; Scott Duda; Scott Quinlan;
Madeline Schmiedeknecht; John Klamut; Cindy Zadorozny

Subject: 7/11/2016 Day Shifts Mobile Lab Compliance and Split Summary
Reports - Possum Pt

Attachments: 160711 7am to 160711 7pm Inline Process Report Summary.pdf;

160711 7pm to 160712 7am Inline Process Report Summary.pdf

All,

Attached is the mobile lab Summary Report for the metals as measured from the inline process
monitoring samples at the treatment system from Monday, July 11th (7-am) to Tuesday, July 12th (7-
am).

For Monday, July 11 Day shift:

e Enhanced treatment continued from previous shift.

e >1 hr. delay in sampling from 09:18 to 13:35 due to calibration of the ICP-MS equipment.
Treatment system recirculated during non-sampling period.

e 15:17 - Sample exceeded threshold of Column C for Selenium at 6.8 ug/L. Bad sample water
was not discharged

For Monday, July 11 Night shift:

e Enhanced treatment continued from previous shift.

For additional comments, please see attached summary reports.

Please contact me with any questions.

Thanks,

Zach V. Belcastro, EIT
EIT

GAI Consultants,
4200 Triangle Lane, Export, PA 15632-1358

T 724.387.2170 | D 412.399.5453 | M 724.584.8108 | gaiconsultants.com |

* Please update your records with my new direct telephone number

CONFIDENTIALITY NOTICE: This communication contains confidential information belonging to the sender and may be legally privileged. This
communication is solely for the use of its intended recipient. If you are not the intended recipient, inform the sender of the error and remove this email
from your system. If this transmission includes any technical information, design data, and/or recommendations, they are provided only as a matter of
convenience and may not be used for final design and/or construction.
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2525 Advance Road
Madison, WI 53718

aceAnalytical’

ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Préject Number: 150132.00
Homestead, PA 15120-5005
GAI Note:
>1 hr. delay GAT Note:
in sampling Sample
due to exceeded
‘ c;lt:ration et aRholA
) e
GAI Note: GAI Note: of Column
>1 hr. TCRoNS >1 hr. C for
GAI Note: delay in :E::z:::z:' delay in Selenium
Enhanced sampling e, sampling at 6.8
treatment due to cativenisbad due to ug/L. Bad
was slower o slower sample
ti d filling . filling water was
foom S of the non-samplind of the not
previous tanks. POX1oCs tanks. discharged
LAB # shift Y162906-01 Y162906-02 Y162906-03 Y162906-04 Y162906-05  Y162906-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160711-0718-A 160711-0825-A 160711-0918-A 160711-1335-A 160711-1436-A 160711-1517-A
200.8 EPA Metals by ICP/MS - No Digestion (Water) _
Antimony 0.19 ug/L 2.0 ug/L 0.41 [1] [4] 0.44 [1] 0.49 [1] 0.53 [1] 0.59 [1] 0.64 [1]
Arsenic 0.35 ug/L 2.0 ug/L 2.2 [4] 2.3 2.3 1.9[1] 2.2 2.3
Cadmium 0.040 ug/L 0.40 ug/L <0.040 [4] <0.0140 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.6 [1] 1.6 [;l] 1.6[1] 1.7 1] 1.7 [1] 1.6 [1]
Selenium 0.26 ug/L 5.0 ug/L 6.2 [4] 6.2 6.2 6.5 [2] 6.3 [2] 6.8 [2] [4]
Silver 0.16 ug/L 0.40 ug/L <0.16 [4] <0.1§ <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 <0.051 <0.051 <0.051
Zinc 0.83 ug/L 2.0 ug/L 4.7 5.6 3.8 53 4.7 4.3
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L 2525 Advance Road
aceAnaM/ca/ Madison, WI 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Paint Power Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

LAB # Y162906-07  Y162906-08  Y162906-09  Y162906-10 - -
MATRIX Method Reporting Water Water Water Water - -
SAMPLE ID Detection Limit Limit 160711-1612-A 160711-1709-A 160711-1804-A 160711-1853-A - -
ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 0.63 [1] 0.69 [1] 0.68 [1] 0.70 [1] - -
Arsenic 0.35 ug/L 2.0 ug/L 2.2 2.3 2.2 2.3 - -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.0§0 <0.040 <0.040 - -
Chromium 0.86 ug/L 2.0 ug/L <0.86 <04§6 <0.86 <0.86 - -
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.§6 <0.56 <0.56 - -
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 - -
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.0{§8 <0.048 <0.048 - -
Nickel 0.26 ug/L 2.0 ug/L 1.7 [1] 1.6 [1] 1.6[1] 1.6 [1] - -
Selenium 0.26 ug/L 5.0 ug/L 6.1 [2] 6.2 6.3 6.4 - -
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.1§6 <0.16 <0.16 - -
Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 <0.051 - -
Zinc 0.83 ug/L 2.0 ug/L 3.9 3.6 4.1 4.4 - -

Special Notes

1 = Analyte was detected but is below the reporting limit. The concentration is estimated.
= Resuts may be biased low because of low continuing calibration verification (CCv).

2
3
4

The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.
Internal standards for this sample were out of control during the initial analysis performed within hold time.
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ical® Road
A o R Heason, 1 oo

ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants | Project: Possum Point Power Station
385 East Waterfront Drive P&oject Number: 150132.00

Homestead, PA 15120-5005

GAI Note:
Enhanced
treatment
was
continued
from
previous
LAB # shift Y162908-01 Y162908-02 Y162908-03 Y162908-04 Y162908-05 Y162908-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160711-1936-A 160711-2017-A 160711-2100-A 160711-2141-A 160711-2223-A 160711-2304-A
ET ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 0.74 [2] 0.77[2] 0.79 [2] 0.78 [2] 0.80 [2] 0.90 [2]
Arsenic 0.35 ug/L 2.0 ug/L 2.3 2.5 2.5 2.7 2.5 2.5
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.Q40 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 [5] <0.86 <0.86 <0.86 <0.86 [5] <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 [5] <0.56 <0.56 <0.56 <0.56 [5] <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.7 [2] [5] 1.6 [2] 1.6 [2] 1.6 [2] 1.6 [2][5] 1.7 [2]
Selenium 0.26 ug/L 5.0 ug/L 6.0 6.6 6.6 6.4 6.4 6.6
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 [3] <0.051 [3] <0.051 [3] <0.051 [3]
Zinc 0.83 ug/L 2.0 ug/L 5.5 [5] 4.4 4.1[1] 3.4 (1] 3.1[1][5] 3.2[1]
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Ghce Analytical”

ECCS Mobile Lab Services

2525 Advance Road
Madison, W1 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants

385 East Waterfront Drive
Homestead, PA 15120-5005

Project: Possum Point Power Station
Project Number: 150132.00

LAB # Y162908-07 Y162908-08 Y162908-09 Y162908-10 Y162908-11 Y162908-12

MATRIX Method Reporting Water Water Water Water Water Water

SAMPLE ID Detection Limit Limit 160711-2346-A 160712-0034-A 160712-0119-A 160712-0208-A 160712-0253-A 160712-0337-A
ET ET ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19
Arsenic 0.35
Cadmium 0.040
Chromium 0.86
Copper 0.56
Lead 0.21
Mercury 0.048
Nickel 0.26
Selenium 0.26
Silver 0.16
Thallium 0.051
Zinc 0.83

ug/L
ug/L
ug/L
ug/L
ug/L
ug/t
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

2.0 ug/L 0.86 [2] 0.86 [2] 0.84 [2] 0.87 [2] 0.95 [2] 0.92 [2]
2.0 ug/L 2.5 2.6 2.4 2.5 2.4 2.4
0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
2.0 ug/L <0.86 <0.86 <0.86 <0.86 [5] <0.86 <0.86 [5]
2.0 ug/t <0.56 <0.56 <0.56 <0.56 [5] <0.56 <0.56 [5]
2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
2.0 ug/L 1.7 [2] 1.7 [2] 1.7[2] 1.7 [2] [5] 1.7 [2] 1.6 [2] [5]
5.0 ug/L 6.3 6.6 6.6 6.6 6.5 6.5
0.40 ug/L <0.16 <0.16 <0.16 <0.16 0.16 [2] <0.16
0.40 ug/L <0.051 3] <0.051{3] <0.051 [3] <0.051 [3] <0.051 (3]  <0.051[3]
2.0 ug/L 3.6 1] 4.1[1] 4.0 (1] 3.6 [1][5] 3.5[1] 3.5 [1] (5]

00025501




o ]® 2525 Advance Road
ace Analytical T Madison, WI 53718
ECCS Mobile Lab Services Lt SUM MARY REPORT 608.221.8700 Phone
! 608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

GAI Note:
>1 hr.
delay in
sampling
due to
slower
filling
of the
tanks.
LAB # Y162908-13 Y162908-14 Y162908-15 =
MATRIX Method Reporting Water Water Water - -
SAMPLE ID Detection Limit Limit 160712-0421-A 160712-0508-A 160712-0610-A = -
ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 0.98 [2] 1.0 [2] 1.0 [2] -
Arsenic 0.35 ug/L 2.0 ug/L 2.4 2.5 2.5 - -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 - J
Chromium 0.86 ug/L 2.0 ug/L <0.86 [5] <0.86 [5] <0.86 [5] =
Copper 0.56 ug/L 2.0 ug/L <0.56 [5] <0.56 [5] <0.56 [5] =
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 -
Mercury 0.048 ug/L 0.20 ug/L <0.048 [3] <0.048 [3] <0.048 [3] - &
Nickel 0.26 ug/L 2.0 ug/L 1.7 [2] [5] 1.6 [2] [5] 1.6 [2] [5]
Selenium 0.26 ug/L 5.0 ug/L 6.4 6.6 6.4 -
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 - =
Thallium 0.051 ug/L 0.40 ug/L <0.051 [3] <0.051 [3] <0.051 [3] -
Zinc 0.83 ug/L 2.0 ug/L 4.1 [1][5] 4.7 [1] [5] 10 [1] [5] - -

Special Notes

1 = Results may be biased high because of high continuing calibration verification (CCV).

2 = Analyte was detected but is below the reporting limit. The concentration is estimated.

3 = Resuts may be biased low because of low continuing calibration verification (CCV).

4 = The matrix spike and/or mattix spike duplicate recovery was outside of the laboratory control limits.

5 = Internal standards for this sample were out of control during the initial analysis performed within hold time.
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From: Michael DeHoff

Sent: Tuesday, July 12, 2016 9:14 AM

To: Zachary Belcastro; Tim Lonas; Jeff Jackson; Scott Duda

Subject: Summart report 07/11pm 07/12am

Attachments: 160711 7pm to 160712 7am Inline Process Report Summary.pdf

00025508



Pace Analytical®

ECCS Mobile Lab Services

2525 Advance Road
Madison, WI 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants

Project: Possum Point Power Station

385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005
LAB # Y162908-01 Y162908-02 Y162908-03 Y162908-04 Y162908-05  Y162908-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLEID  Detection Limit Limit 160711-1936-A 160711-2017-A 160711-2100-A 160711-2141-A 160711-2223-A 160711-2304-A

ET ET ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 0.74 [2] 0.77 (2] 0.79 [2] 0.78 [2] 0.80 {2} 0.90 [2]
Arsenic 0.35 ug/L 2.0 ug/L 2.3 25 2.5 2.7 2.5 2.5
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.d40 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 [5] <0.§6 <0.86 <0.86 <0.86 [5] <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 [5] <0.$6 <0.56 <0.56 <0.56 [5] <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <o.é1 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.0‘48 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.7 [2] [5] 1.6 [2] 1.6 [2] 1.6 [2] 1.6 [2] 5] 1.7 2]
Selenium 0.26 ug/L 5.0 ug/L 6.0 6.6 6.6 6.4 6.4 6.6
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.i6 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 [3] <0.051 [3] <0.051 [3] <0.051 [3]
Zinc 0.83 ug/L 2.0 ug/L 5.5 5] 4.4 4.1[1] 3.4 (1] 3.1[1][S) 3.2 [1]

00025509




2525 Advance Road
Madison, W1 53718
608.221.8700 Phone

608.221.4889 Fax

Pace Analytical

ECCS Mobile Lab Services

GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005

LAB # Y162908-07 Y162908-08 Y162908-09 Y162908-10 Y162908-11  Y162908-12
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160711-2346-A 160712-0034-A 160712-0119-A 160712-0208-A 160712-0253-A 160712-0337-A
ET ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 0.86 [2] 0.86 [2] 0.84 [2] 0.87 [2] 0.95[2] 0.92 [2]
Arsenic 0.35 ug/L 2.0 ug/L 2.5 2.6 2.4 2.5 2.4 2.4
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 [5] <0.86 <0.86 [5]
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 [5) <0.56 <0.56 [5]
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.7 [2] 1.7 [2] 1.7[2) 1.7 [21 [5] 1.7 (2] 1.6 [2] [5]
Selenium 0.26 ug/L 5.0 ug/L 6.3 6.6 6.6 6.6 6.5 6.5
Silver 0.16 ug/L 0.40 ug/L. <0.16 <0.16 <0.16 <0.16 0.16 [2] <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 [3] <0.051 [3] <0.051 [3] <0.051 [3] <0.051[3]  <0.051[3]
Zinc 0.83 ug/L 2.0 ug/L 3.6 [1] 4.1 (1] 4,0 [1] 3.6 [11[5] 3.5 [1] 3.5 [17[5]

00025510



ace Analytical®

ECCS Mobile Lab Services

2525 Advance Road
Madison, W1 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consuitants Project: Possum Point Power Station

385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005
LAB # Y162908-13 Y162908-14 Y162908-15 - -
MATRIX Method Reporting Water Water Water - -
SAMPLE ID Detection Limit Limit 160712-0421-A 160712-0508-A 160712-0610-A -

ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 0.98 [2] 1.0 [2] 1.0 [2] -
Arsenic 0.35 ug/L 2.0 ug/L 2.4 25 2.5 - -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 - -
Chromium 0.86 ug/L 2.0 ug/L <0.86 [5) <0.86 [5] <0.86 [5] -
Copper 0.56 ug/L 2.0 ug/L <0.56 [5] <0.56 [5] <0.56 [5]

Lead 0.21 ug/L 2.0 ug/L <021 <0,21 <0.21 - -
Mercury 0.048 ug/L 0.20 ug/L <0.048 [3] <0.048 [3] <0.048 [3] - -
Nickel 0.26 ug/L 2.0 ug/L 1.7 [2] (5] 1.6 [2] [5] 1.6 [2] [5] -

Selenium 0.26 ug/L 5.0 ug/L 6.4 6.6 6.4 -

Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 - -
Thallium 0.051 ug/L 0.40 ug/L <0.051 [3] <0.051 [3] <0.051 [3] - -
Zinc 0.83 ug/L 2.0 ug/L 4.1 1] [5] 4.7 [11[5) 10 {1] [5] -

Special Notes

Ui -DWN =

it

Results may be biased high because of high continuing calibration verification (Cev).
Analyte was detected but is below the reporting limit. The concentration is estimated.
Resuts may be biased low because of low continuing calibration verification (CCV).

The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.
Internal standards for this sample were out of control during the initial analysis performed within hold time.

00025511




From: Tim Lonas

Sent: Wednesday, July 13, 2016 4:18 PM

To: Jerry.K.Miles@dom.com; michael.a.glagola@dom.com;
kenneth.roller@dom.com; Jason.E.Williams@dom.com;
doug.wight@dom.com; jeffrey.r.marcell@dom.com;
mike.surface@dom.com; rwilliams@gloverconstruction.com;
alan.eudy@gmail.com

Cc: Jeff Jackson; Scott Duda; Scott Quinlan; Madeline Schmiedeknecht;
John Klamut; Zachary Belcastro

Subject: 7/12/2016 Day/Night Shifts Mobile Lab Process Monitoring Summary
Reports - Possum Pt

Attachments: 160712 7am to 160712 7pm Inline Process Report Summary.pdf;

160712 7pm to 160713 7am Inline Process Report Summary.pdf

All,

Attached is the mobile lab Summary Report for the metals as measured from the inline process
monitoring samples at the treatment system from Tuesday, July 12th (7-am) to Wednesday, July 13th (7-
am).

For Tuesday, July 12th Day shift:

e Enhanced treatment was continued from previous shift.

e 13:38 - >1 hr. delay in sampling due to ICP-MS calibration. Treatment system shut down during
non-sampling period.

e 13:38 to 18:49 - Results for selenium exceeded the thresholds of column C in Table 8 of the
O&M manual. All water was recycled to Pond D.

For Tuesday, July 12th Night shift:
e Enhanced treatment was continued from previous shift.

e 19:41 to 01:46 - Results for Selenium Exceeded the thresholds of Column C of Table 8 in the
O&M Manual. All water was recycled to Pond D.

For additional comments, please see attached summary reports.

Please contact me with any questions.

Tim Lonas, EIT
Water/Wastewater Group

814.244.4719
GAI Consultants, Inc.

fo ew
412.399.5410 | C 814.244.4719 | T W In N | gaiconsultants.com

transforming ideas into reality, since 1958 | gaiconsultants.com

00025512



CONFIDENTIALITY NOTICE: This communication contains confidential information belonging to the sender and may be legally privileged. This
communication is solely for the use of its intended recipient. If you are not the intended recipient, inform the sender of the error and remove this email
from your system. If this transmission includes any technical information, design data, and/or recommendations, they are provided only as a matter of
convenience and may not be used for final design and/or construction.
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INT 2525 Advance Road
ace Analytical , _ Madison, W1 53718
BOCS Motike Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station

385 East Waterfront Drive
Homestead, PA 15120-5005

Project Number: 150132.00

GAI Note: Results for

selenium exceeded the ~
thresholds of column

C in Table 8 of the

O&M manual. Water

was recycled to Pond

D.

GAI Note:

>1 hr delay
in sampling
due to ICP-MS
calibration.
Treatment
system shut
down during
non-sampling

period.

LAB # Y162910-01 Y162910-02 Y162910-03 Y162910-04  Y162910-05 | Y162910-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160712-0708-A 160712-0805-A 160712-0903-A 160712-0958-A 160712-1056-A|160712-1338-A

ET ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 1.1[2] 1.1 [2] [5] 1.2 [2] [5] 1.2 [2]1[5] 1.3[2] 1.7 [2]
Arsenic 0.35 ug/L 2.0 ug/L 2.5 2.5[5] 2.6 [5] 2.5[5] 2.5 2.5
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 [5] <0.040 [5] <0.040 [5] <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 [5] <0.86 [5] <0.86 [5] <0.86 [5] <0.86 [5] <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 [5] <0.56 [5] <0.56 [5] <0.56 [5] <0.56 [5] <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 [3] <0.048 [3] <0.048 [3] <0.048 [3] <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.6 [2] [5] 1.7 [2]1[5] 1.7 [2] [5] 1.7 [2] [5] 1.7 [2] [5] 1.9[2]
Selenium 0.26 ug/L 5.0 ug/L 6.6 6.4 [5] 6.5 [5] 6.4 [5] 6.7 7.8
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 [5] <0.16 [5] <0.16 [5] <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 [3] <0.051 [3] <0.051 <0.051 <0.051 [3] <0.051
Zinc 0.83 ug/L 2.0 ug/L 3.6 [1] [5] 4.0 [1] [5] 5.3 [5] 4.3 [5] 3.9 [5] 5.9

00025514




ace Analytical®

ECCS Mobile Lab Services

2525 Advance Road
Madison, WI 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project Number: 150132.00

Project: Possum Point Power Station

LAB #
MATRIX Method Reporting
SAMPLE ID Detection Limit Limit

GAI Note: Results for selenium exceeded the thresholds
of column C in Table 8 of the O&M manual.

recycled to Pond D.

Y162910-07

Water

Y162910-08

Water

Y162910-09

Water

¥162910-10

Water

Water was

Y162910-11 <

Water -

160712-1434-A 160712-1545-A 160712-1647-A 160712-1751-A 160712-1849-A =
ET

ET

ET

ET

ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0
Arsenic 0.35 ug/L 2.0
Cadmium 0.040 ug/L 0.40
Chromium 0.86 ug/L 2.0
Copper 0.56 ug/L 2.0
Lead 0.21 ug/L 2.0
Mercury 0.048 ug/L 0.20
Nickel 0.26 ug/L 2.0
Selenium 0.26 ug/L 5.0
Silver 0.16 ug/L 0.40
Thallium 0.051 ug/L 0.40
zZinc 0.83 ug/L 2.0

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

1.7 [2]
2.6
<0.040
<0.86
<0.56
<0.21
<0.048
1.7 [2]
7.8
<0.16
<0.051
4.2

1.7 [2]
23
<0.040
<0.86
<0.56
<0.21
<0.048
1.8 [2]
7.5
<0.16
<0.051
4.5

1.7 [2]
2.3
<0.040
<0.86
<0.56
<0.21
<0.048
1.7 [2]
7.5
<0.16
<0.051
3.8

1.8[2]
2.3
<0.040
<0.86
<0.56
<0.21
<0.048
1.8 [2]
7.7
<0.16
<0.051
34

1.8 [2] -

2.2 -
<0.040 &
<0.86 o
<0.56 -
<0.21 &
<0.048 =
1.7 [2] B

7.3 E:
<0.16 -
<0.051 -

3.7 “

Special Notes

i

U WN =
n

= Results may be biased high because of high continuing calibration verification (cev).
Analyte was detected but is below the reporting limit. The concentration is estimated.
Resuts may be biased low because of low continuing calibration verification (Ccv).
The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.
Internal standards for this sample were out of control during the initial analysis performed within hold time.
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ace Analytical®

ECCS Mobile Lab Services

2525 Advance Road
Madison, WI 53718
608.221.8700 Phone

608.221.4889 Fax

SUMMARY REPORT

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project: Possum Point Power Station
Project Number: 150132.00

GAI Note:

Enhanced Treatment
continued from the
previous shift.

GAI Note: Results for Selenium Exceeded the thresholds of Column C
of Table 8 in the O&M Manual. All water was recycled back to Pond
D.

LAB # Y162912-01  Y162912-02  Y162912-03  Y162912-04  Y162912-05 Y162912-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160712-1941-A 160712-2032-A 160712-2122-A 160712-2210-A 160712-2256-A 160712-2345-A
ET ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 1.8[1] 1.9[1] 1.9[1] 1.9[1] 1.9 [1] 1.9 [1]
Arsenic 0.35 ug/L 2.0 ug/L 2.4 2.3 2.4 2.4 24 2.3
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 0.051 [1]
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L \ 2.0 ug/L 1.7 [1] 1.7 [1] 1.7 1] 1.7 [1] 1.7 [1] 1.8[1)
Selenium 0.26 ug/L 5.0 ug/L 7.4 7.5 257 7.6 7.8 7.4
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 <0.051 <0.051 <0.051
Zinc 0.83 ug/L 2.0 ug/L 3.3 3:1: 34 7.4 3.7 2.9
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aceAnalytical’

ECCS Mobile Lab Services

2525 Advance Road
e e 5o R S Madison, WI 53718
SUMMARY REPORT 608.221.8700 Phone

608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project: Possum Point Power Station

Project Number: 150132.00

GAI Note: Results for Selenium Exceeded the
thresholds of Column C of Table 8 in the O&M
Manual. All water was recycled back to Pond D.

LAB # Y162912-07  Y162912-08  Y162912-09  Y162912-10 | Y162912-11  Y162912-12

MATRIX Method Reporting Water Water Water Water Water Water

SAMPLE ID Detection Limit Limit 160713-0016-A 160713-0052-A 160713-0117-A 160713-0146-A |160713-0212-A 160713-0245-A
ET ET ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0
Arsenic 0.35 ug/L 2.0
Cadmium 0.040 ug/L 0.40
Chromium 0.86 ug/L 2.0
Copper 0.56 ug/L 2.0
Lead 0.21 ug/L 2.0
Mercury 0.048 ug/L 0.20
Nickel 0.26 ug/L 2.0
Selenium 0.26 ug/L 5.0
Silver 0.16 ug/L 0.40
Thallium 0.051 ug/L 0.40
Zinc 0.83 ug/L 2.0

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

1.9[1) 1.91] 1.9 [1] 1.9[1] 1.8[1] 1.8 [1]
2.1 2.1 1.9 1] 2.0 1.8[1] 1.8[1]
<0.040 <0.040 <0.040 <0.040 <0.040 <0.040
<0.86 <0.86 <0.86 <0.86 <0.86 <0.86
<0.56 <0.56 <0.56 <0.56 <0.56 <0.56
<0.21 <0.21 <0.21 <0.21 <0.21 <0.21
<0.048 <0.048 <0.048 <0.048 <0.048 <0.048
1.7 [1] 1.8[1] 1.8 [1] 1.7 [1] 1.8 [1] 1.7[1]
7.4 7.3 7.1 ) 6.7 6.5
<0.16 <0.16 <0.16 <0.16 <0.16 <0.16
<0.051 <0.051 <0.051 <0.051 <0.051 <0.051
3.2 35 45 35 3.2 3.2

00025517




) ® Ros¢
ace Analytical Mt W1 SIS

ECCS Mobile Lab Services e SUMMARYREPORT '7 608.221.8700 Phone
S i : 608.221.4889 Fax

GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005

GAI Note: >1 GAI Note: >1
hour delay in hour delay in
sampling due to Sampling due to
slower filling slower filling
of the Tanks. of the Tanks.

LAB # Y162912-13 Y162912-14 Y¥162912-15 Y162912-16  Y162912-17 J
MATRIX Method Reporting Water Water Water Water Water -
SAMPLE ID Detection Limit Limit 160713-0306-A 160713-0339-A 160713-0437-A 160713-0553-A 160713-0703-A .
ET ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 1.9[1] 1.9[1] 1.9 [1] 1.9[1] 19[1] -
Arsenic 0.35 ug/L 2.0 ug/L 2.0 1.8 [1] 1.7 [1] 1.8[1] 1.7 [1] -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 =
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 =
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 2
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 .
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 -
Nickel 0.26 ug/L 2.0 ug/L 1.8[1] 1.7 [1] 1.7 [1] 1.7 [1] 1.6 [1] -
Selenium 0.26 ug/L 5.0 ug/L 6.6 6.6 6.5 6.4 6.6 =
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 -
Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 <0.051 <0.051 =
Zinc 0.83 ug/L 2.0 ug/L 3.7 4.1 39 4.4 3.8 =

Special Notes
1 = Analyte was detected but is below the reporting limit. The concentration is estimated.
2 = The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.
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SNT. 2525 Advance Road
aceAnalytical Madison, W1 53718
ECCS Mobije Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station

385 East Waterfront Drive
Homestead, PA 15120-5005

Project Number: 150132.00

LAB #
MATRIX
SAMPLE ID

Method

Detection Limit

Y162910-01  Y162910-02  Y162910-03  Y162910-04  Y162910-05 Y162910-06

Reporting Water Water Water Water Water Water
Limit 160712-0708-A 160712-0805-A 160712-0903-A 160712-0958-A 160712-1056-A 160712-1338-A
ET ET ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony
Arsenic
Cadmium
Chromium
Copper
Lead
Mercury
Nickel
Selenium
Silver
Thallium

Zinc

0.19
0.35
0.040
0.86
0.56
0.21
0.048
0.26
0.26
0.16
0.051
0.83

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

2.0 ug/L 112 1.1{2][5] 1.2 [21 5] 1.2 [21[5] 1.3(2] 1.7 12}
2.0 ug/L 2.5 2.5 [5] 2.6 [5] 2.5[5] 25 2.5
0.40 ug/L <0.040 <0.040 [5] <0.040 [5] <0.040 [5] <0.040 <0.040
2.0 ug/L <0.86 [5] <0.86 [5] <0.86 [5] <0.86 [5] <0.86 [5] <0.86
2.0 ug/L <0.56 [5] <0.56 [5] <0.56 [5] <0.56 [5] <0.56 [5] <0.56
2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
0.20 ug/L <0.048 [3] <0.048 [3] <0.048 [3] <0.048 [3] <0.048 <0.048
2.0 ug/L 1.6 [2] [5] 1.7[2] (5] 1.7 [21[5] 1.7 [2] [5] 1.7 [2) [5] 1.9[2]
5.0 ug/L 6.6 6.4 [5] 6.5 [5] 6.4 [5] 6.7 7.8
0.40 ug/L <0.16 <0.16 [5} <0.16 [5} <0.16 [5] <0.16 <0.16
0.40 ug/L <0.051 [3] <0.051 [3] <0.051 <0.051 <0.051 [3] <0.051
2.0 ug/L 3.6 [11[5] 4.0 (1] [5] 5.3[5] 4.3[5] 3.9[5] 5.9
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'Y 2525 Advance Road
ace Analytical” Madison, Wi 53718
ECCS Mobile Lab Services 608.221.8700 Phone
! 608.221.4889 Fax
GAI Consultants ‘ Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

LAB # ‘ Y162910-07 Y162910-08 Y162910-09 Y162910-10 Y¥162910-11 -
MATRIX Method Reporting Water Water Water Water Water -
SAMPLE ID Detection Limit Limit 160712-1434-A 160712-1545-A 160712-1647-A 160712-1751-A 160712-1849-A -
ET ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 1.7 [2] 1.7 [2] 1.7 [2] 1.8[2] 1.8[2] -
Arsenic 0.35 ug/L 2.0 ug/L 2.6 23 2.3 23 2.2 -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 -
Chromium 0.86 ug/L 2.0 ug/L <0.86 <(.86 <0.86 <0.86 <0.86 -
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 -
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 -
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0,048 -
Nickel 0.26 ug/L 2.0 ug/L 1.7 [2] 1.8[2] 1.7[2] 1.8[2] 1.7[2] -
Selenium 0.26 ug/L 5.0 ug/L 7.8 7.5 7.5 77 7.3 -
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 -
Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 <0.051 <0.051 -
Zinc 0.83 ug/L 2.0 ug/L 4.2 4.5 3.8 34 3.7 -

Special Notes

Results may be biased high because of high continuing calibration verification (cev).

Analyte was detected but is below the reporting limit. The concentration is estimated.

Resuts may be biased low because of low continuing calibration verification (cev).

The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.
Internal standards for this sample were out of control during the initial analysis performed within hold time.

Hj
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ST ) 2525 Advance Road
ace Analytical Madison, WI 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

LAB # Y162911-01 Y162911-02 Y162911-03 Y162911-04  Y162911-05 Y162911-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160712-0802-IN160712-1001-IN 160712-503MT- 160712-503#1- 160712-503#2- 160712-503#4-
FL FL 1100 1045 1050 1055
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 3.0 [6] 3.0 1.1 [3] [6] 1.1[3] 1.1[3] 1.1[3]
Arsenic 0.35 ug/L 2.0 ug/L 56 [6] 49 2.6 [6] 2.5 2.5 2.4
Cadmium 0.040 ug/L. 0.40 ug/L <0.040 [6] <0.040 <0.040 [6] <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 [6] <0.86 [6] <0.86 [6] <0.86 [6] <0.86 [6] <0.86 [6]
Copper 0.56 ug/L 2.0 ug/L 0.85[31[6] 0.76 [3]1[6] <0.56 [6] <0.56 [6] <0.56 [6] <0.56 [6]
Lead 0.21 ug/L 2.0 ug/L 1.1 (3] <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 [4] <0.048 [4] <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 3.1 [6] 2.9 [6] 1.7 [3] [6) 1.9 [3] [6] 1.8 [3][6] 1.9 [3]1[6]
Selenium 0.26 ug/L 5.0 ug/L 11 [6] 11 6.6 [6] 6.6 6.4 6.4
Silver 0.16 ug/L 0.40 ug/L <0.16 [6] <0.16 <0.,16 [6] <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L 0.15 [3] [4] 0.14 [3] <0.051 [4] <0.051[4]  <0.051[4]  <0.051[4]
Zinc 0.83 ug/L 2.0 ug/L 2.1[2] [6] 1.1[3] [6] 6.3 [6] 4,1 [6] 3.1{6] 3.9 {6]
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8 2525 Advance Road

ace Analytical Madison, WI 53718

ECCS Mobile Lab Services 608.221.8700 Phone

i 608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station

385 East Waterfront Drive
Homestead, PA 15120-5005

Project Number: 150132.00

LAB # Y162911-07  Y162911-08  Y162911-09  Y162911-10  Y162911-11  Y162911-12
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160711-1047-P 160711-1543-P 160711-1548-P 160712-1335-IN160712-1541-IN 160712-1744-1
DE DD DABC FL FL NFL
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 2.7 3.5 9.7 3.6 3.5 3.5
Arsenic 0.35 ug/L 2.0 ug/L 6.0 53 30 55 47 45
Cadmium 0.040 ug/L 0.40 ug/L 0.12[2][3] <0.040 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/t 1.3[3] 0.69 [3] 1.8 [3] 0.75 [3] 0.72 [3] 0.71 [3]
Lead 0.21 ug/L 2.0 ug/L 0.36 [3] <0.21 0.42 [3] <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 20 3.3 3.2 3.2 3.1 3.1
Selenium 0.26 ug/L 5.0 ug/L 14 13 27 13 12 13
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <(0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L 0.97 {2] 0.31 [2} [3] 0.69 [2] 0.29[2][3] 0.29[21[3]1 0.27[2]1[3]
Zinc 0.83 ug/L 2.0 ug/L 4.7 4.8 2.1 0.84 [3] <0.83 31
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' 0 2525 Advance Road

8C€AHBMICHI ‘ ' Madison, WI 53718

ECCS Mobile Lab Services 608.221.8700 Phone

, 608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station

385 East Waterfront Drive
Homestead, PA 15120-5005

Project Number: 150132.00

LAB #

MATRIX Method

SAMPLE ID Detection Limit

¥162911-13 - - - - -

Reporting Water - - - - y

Limit 160712-1842-IN - - - - -
FL

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19
Arsenic 0.35
Cadmium 0.040
Chromium 0.86
Copper 0.56
Lead 0.21
Mercury 0.048
Nickel 0.26
Selenium 0.26
Silver 0.16
Thallium 0.051
Zinc 0.83

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

2.0 ug/L 3.2 - - - - -
2.0 ug/L 210 - - - - -
0.40 ug/L <0.040 - - - - -
2.0 ug/L <0.86 - - - - -
2,0 ug/L 0.79 [3] - - - -

2.0 ug/L 0.25 (3] - - - - -
0.20 ug/L 0.073 [11[3] - - - - -
2.0 ug/L 3.1 - - - - -
5.0 ug/L 11 - - - - -
0.40 ug/L <0.16 - - - - -
0.40 ug/L 0.24 [2] [3] - - - - )
2.0 ug/L 5.3 - - - - -

Special Notes

i

QUL D WN e
]

it

= Estimated value because of quality control sample exceedances.

= Results may be biased high because of high continuing calibration verification (ccv).

Analyte was detected but is below the reporting limit. The concentration is estimated.

Resuts may be biased low because of low continuing calibration verification (CCV).

The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits,
Internal standards for this sample were out of control during the initial analysis performed within hold time.
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T ) 2525 Advance Road
ace Analytical Madison, WI 53718
ECRhiNo L oo 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

DUPLICATE SUMMARY REPORT - ORIGINAL IS FILED IN 2016-07-12 (7am) to 07-13 (7am)

GAI Note: Results for ~ GAI Note:
selenium exceeded the >1 hr delay
thresholds of column in sampling
C in Table 8 of the due to ICP-MS
O&M manual. Water calibration.
was recycled to Pond Treatment
) o 1 system shut
down during
non-sampling
period.
LAB # Y162910-01  Y162910-02  Y162910-03  Y162910-04  Y162910-0. 1 104Y1U-U0
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160712-0708-A 160712-0805-A 160712-0903-A 160712-0958-A 160712-1056-A 160712-1338-A
ET ET ET ET ET ET
|
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 1.1[2] 1.1 [2] [5] 1.2 [2] [5] 1.2[2] [5] 1.3[2] 1.7[2]
Arsenic 0.35 ug/L 2.0 ug/L 2.5 2.5 [5] 2.6 [5] 2.5[5] 25 25
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 [5] <0.040 [5] <0.040 [5] <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 [5] <0.86 [5] <0.86 [5] <0.86 [5] <0.86 [5] <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 [5] <0.56 [5] <0.56 [5] <0.56 [5] <0.56 [5] <0.56
Lead 0.21 wug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 [3] <0.048 [3] <0.048 [3] <0.048 [3] <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.6 [2] [5] 1.7 [2] [5] 1.7 [2] [5] 1.7 [2] [5] 1.7 [2] [5] 1.91[2]
Selenium 0.26 ug/L 5.0 ug/L 6.6 6.4 [5] 6.5 [5] 6.4 [5] 6.7 7.8
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 [5] <0.16 [5] <0.16 [5] <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 [3] <0.051 [3] <0.051 <0.051 <0.051 [3] <0.051
Zinc 0.83 ug/L 2.0 ug/L 3.6 [1] [5] 4.0 [1] [5] 5.3 [5] 4.3 [5] 3.9 [5] 5.9
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o 2@ 2525 Advance Road
ce Analytical” _ Madison, W1 53718
SIS i i 608.221.8700 Phone
| 608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005
GAI Note: Results for selenium exceeded the thresholds
of column C in Table 8 of the O&M manual. Water was
recycled to Pond D.
LAB # Y162910-07  Y162910-08  Y162910-09  Y162910-10  Y162910-11 -
MATRIX Method Reporting Water Water Water Water Water 5
SAMPLE ID  Detection Limit Limit 160712-1434-A 160712-1545-A 160712-1647-A 160712-1751-A 160712-1849-A -
ET ET ET El ET
200.8 EPA Metals by ICP/MS - No DW@)
Antimony 0.19 ug/L 2.0 ug/L 1.7 [2] 1.7 2] 1.7 [2] 1.8(2] 1.8(2] -
Arsenic 0.35 ug/L 2.0 ug/L 2.6 23 2.3 23 2.2 -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 -
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 -
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 &
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 &
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 -
Nickel 0.26 ug/L 2.0 ug/L 1.7 [2] 1.8[2] 1.7 [2] 1.8[2] 1.7 [2] -
Selenium 0.26 ug/L 5.0 ug/L 7.8 7.5 7.5 74 7.3 -
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 -
Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 <0.051 <0.051 =
zZinc 0.83 ug/L 2.0 ug/L 4.2 4.5 38 34 3.7 =
Special Notes
1 = Results may be biased high because of high continuing calibration verification (CCV).
2 = Analyte was detected but is below the reporting limit. The concentration is estimated.
3 = Resuts may be biased low because of low continuing calibration verification (CCV).
4 = The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.
5 = Internal standards for this sample were out of control during the initial analysis performed within hold time.
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ace Analytical®

ECCS Mobile Lab Services

2525 Advance Road

: s Madison, W1 53718

- SUMMARY REPORT 608.221.8700 Phone
S i i 608.221.4889 FFax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project: Possum Point Power Station

Project Number: 150132.00

DUPLICATE SUMMARY REPORT - ORIGINAL IS FILED IN 2016-07-12 (7am) to 07-13 (7am)

GAI Note:

Enhanced Treatment
continued from the

previous shift.

GAI Note: Results for Selenium Exceeded the thresholds of Column C
of Table 8 in the O&M Manual. All water was recycled back to Pond
Dis

LAB # Y162912-01  Y162912-02  Y162912-03  Y162912-04  Y162912-05 Y162912-06

MATRIX Method Reporting Water Water Water Water Water Water

SAMPLE ID Detection Limit Limit 160712-1941-A 160712-2032-A 160712-2122-A 160712-2210-A 160712-2256-A 160712-2345-A
ET ET ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony
Arsenic
Cadmium
Chromium
Copper
Lead
Mercury
Nickel
Selenium
Silver
Thallium

Zinc

0.19
0.35
0.040
0.86
0.56
0.21
0.048
0.26
0.26
0.16
0.051
0.83

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

2.0
2.0
0.40
2.0
2.0
2.0

0.20

2.0
5.0
0.40
0.40
2.0

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

1.8[1] 1.9[1] 1.9 [1] 1.9 [1] 1.9 1] 1.9 [1]
2.4 23 2.4 2.4 2.4 2.3
<0.040 <0.040 <0.040 <0.040 <0.040 0.051 [1]
<0.86 <0.86 <0.86 <0.86 <0.86 <0.86
<0.56 <0.56 <0.56 <0.56 <0.56 <0.56
<0.21 <0.21 <0.21 <0.21 <0.21 <0.21
<0.048 <0.048 <0.048 <0.048 <0.048 <0.048
1.7[1] 1.7[1] 1.7[1] 1.7 1) 1.7 [1] 1.8[1]
7.4 7.5 7.7 7.6 7.8 7.4
<0.16 <0.16 <0.16 <0.16 <0.16 <0.16
<0.051 <0.051 <0.051 <0.051 <0.051 <0.051
3.3 3.1 34 7.4 3.7 2.9
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ace Analytical”

ECCS Mobile Lab Services

-

2525 Advance Road

PR Madison, WI 53718
SUMMARY REPORT 608.221.8700 Phone

608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project: Possum Point Power Station

Project Number: 150132.00

GAI Note: Results for Selenium Exceeded the
thresholds of Column C of Table 8 in the O&M
Manual. All water was recycled back to Pond D.

LAB # Y162912-07  Y162912-08  Y162912-09  Y162912-10 | Y162912-11  Y162912-12

MATRIX Method Reporting Water Water Water Water Water Water

SAMPLE ID Detection Limit Limit 160713-0016-A 160713-0052-A 160713-0117-A 160713-0146-A 160713-0212-A 160713-0245-A
ET ET ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0
Arsenic 0.35 ug/L 2.0
Cadmium 0.040 ug/L 0.40
Chromium 0.86 ug/L 2.0
Copper 0.56 ug/L 2.0
Lead 0.21 ug/L 2.0
Mercury 0.048 ug/L 0.20
Nickel 0.26 ug/L 2.0
Selenium 0.26 ug/L 5.0
Silver 0.16 ug/L 0.40
Thallium 0.051 ug/L 0.40
Zinc 0.83 ug/L 2.0

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

1.9 [1] 1.9[1] 1.9 [1] 1.9[1] 1.8 [1] 1.8 [1]
2.1 2.1 1.9 [1] 2.0 1.8 [1] 1.8 [1]
<0.040 <0.040 <0.040 <0.040 <0.040 <0.040
<0.86 <0.86 <0.86 <0.86 <0.86 <0.86
<0.56 <0.56 <0.56 <0.56 <0.56 <0.56
<0.21 <0.21 <0.21 <0.21 <0.21 <0.21
<0.048 <0.048 <0.048 <0.048 <0.048 <0.048
1.7 [1] 1.8 [1] 1.8 [1] 1.7 [1] 1.8 [1] 1.7 [1]
7.4 73 721 7.1 6.7 6.5
<0.16 <0.16 <0.16 <0.16 <0.16 <0.16
<0.051 <0.051 <0.051 <0.051 <0.051 <0.051
3.2 3.5 4.5 35 32 3.2
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2525 Advance Road

. @
ace Analytical , ‘ gt : Madison, WI 53718
ECCS Mobile Lab Services : SUMMARY REPORT 608.221.8700 Phone
' ! 608.221.4889 Fax

GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005

GAI Note: >1 GAI Note: >1
hour delay in hour delay in
sampling due to sampling due to
slower filling Slower filling
of the Tanks. of the Tanks.

LAB # Y162912-13 Y162912-14 Y162912-15 Y162912-16  Y162912-17 &
MATRIX Method Reporting Water Water Water Water Water -
SAMPLE ID Detection Limit Limit 160713-0306-A 160713-0339-A 160713-0437-A 160713-0553-A 160713-0703-A -
ET ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L 1.9[1] 1.9[1] 1.9[1) 1.9[1] 1.9 [1] -
Arsenic 0.35 ug/L 2.0 ug/L 2.0 1.8 [1] 1.7 1] 1.8 [1] 1.7 [1] -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 -
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 -
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 =
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 -
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 -
Nickel 0.26 ug/L 2.0 ug/L 1.8 [1] 1.7 [1] 1.7 [1) 1.7 [1] 1.6 [1] .
Selenium 0.26 ug/L 5.0 ug/L 6.6 6.6 6.5 6.4 6.6 =
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 —
Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 <0.051 <0.051 5
Zinc 0.83 ug/L 2.0 ug/L 3.7 4.1 3.9 4.4 3.8 =

Special Notes
1 = Analyte was detected but is below the reporting limit. The concentration is estimated.
2 = The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.
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. ® 2525 Advance Road
aCGAnaIyﬂcal Madison, WI 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

GAI Note:
>1 hr delay
GAI Note: -due to
Result for ICP-Ms GAI Note: GAI Note: GAI Note:
GAI Note: Selenium calibration >1 hr >1 hr >1 hr
Enhanced treatment exceeded the - delay due  delay due delay due
continued from threshold for Treatment to slower to slower to slower
previous shift column C in system was filling of f£jlling of filling of
the O&M shutdown tanks tanks tanks

Manual. Water during .
was recycled non—samplin

LAB # o RO D w1 V16291502  Y162915-03  Y162915-04  YI62915-05  Y162915-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLEID  Detection Limit Limit 160713-0833-A 160713-1151-A 160713-1251-A 160713-1401-A 160713-1522-A 160713-1629-A
ET ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water) ;
Antimony 0.19 ug/L 2.0 ug/L 2.0 1.7 [2] 1.6 [2] 2.1 2.2 2.2
Arsenic 0.35 ug/L 2.0 ug/L 1.9[2] 1.6 [2] 1.8 2] 1.5[2] 1.5([2] 1.5[2]
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 0.89 [1] [2] 3.5 [1] <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 [1] 1.4[1][2] <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 wug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.7 [2] 2.1[1] 2.8[1] 1.7 [2) 1.6 [2] 1.6 [2]
Selenium 0.26 ug/L 5.0 ug/L 7.5[1] 55 6.2 5.9 6.0 6.3
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 0.10 [2] 0.086 [2] 0.063 [2] 0.071 [2] 0.070 [2]
Zinc 0.83 ug/L 2.0 ug/L 4.4 4.8 [1] 9.5[1] 3.4 3.1 4.5
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2525 Advance Road
Madison, W1 53718
608.221.8700 Phone

608.221.4889 Fax

eAnaMical“’

ECCS Mobile Lab Services

GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005

GAL Note:

»1 hr

delay dus

to slower

£illing of

tanks
LAB # Y162915-07 - - - - -
MATRIX Method Reporting Water - - - - -
SAMPLE ID Detection Limit Limit 160713-1745-A - - - - -

ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 2.2 - - - - -
Arsenic 0.35 ug/L 2.0 ug/L 1.7 {2] - - - - -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 - - - - -
Chromium 0.86 ug/L 2.0 ug/L <0.86 - - - - -
Copper 0.56 ug/L 2.0 ug/L <0.56 - - - - -
Lead 0.21 ug/L 2.0 ug/L <0.21 - - - - -
Mercury 0.048 ug/L 0.20 ug/L <0.048 - - - - -
Nickel 0.26 ug/L 2.0 ug/L 1.6 {2] - - - - -
Selenium 0.26 ug/L 5.0 ug/L 6.4 - - - -
Silver 0.16 ug/L 0.40 ug/L <0.16 - - - -
Thallium 0.051 ug/L 0.40 ug/L 0.070 [2] - -
Zinc 0.83 ug/L 2.0 ug/L 4.1 - - - - -

Special Notes

1 = Results may be biased high because of high continuing calibration verification (CCV).

2 = Analyte was detected but is below the reporting limit, The concentration is estimated.

3 = The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.

4 = Precision for the matrix spike duplicate, laboratory control sample duplicate or lab duplicate was outside of control

limits.
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N 2525 Advance Road
ace Analytical Madison, W1 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

GAI Note: GAI Note: GAI Note: GAI Note:
GAI Note: >1 hr >1 hr >1 hr >1 hr
Fhhancad delay due delay due delay due delay due
treatment to slower to slower to slower to slower
continued From filling of filling of filling of filling of
previous shift. tanks tanks tanks tanks
LAB # Y162916-01  Y162916-02  Y162916-03  Y162916-04  Y162916-05 Y162916-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 060713-1911-A 060713-2015-A 060713-2113-A 060713-2223-A 060713-2324AE 060713-0029-A
ET ET ET ET T ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 2.3 2.2 2.0 1.912] 1.9[2] 1.8[2]
Arsenic 0.35 ug/L 2.0 ug/L 1.7 [2] 1.9[2] 1.9[2] 1.8 [2] 1.9 [2] 1.8 (2]
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 [3] <0.86 [3] <0.86 [3] <0.86 [3] <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 [3] <0.21 [3] <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.6 [2] 1.8 [2] 1.9[2] 2.0 2.0 1.8[2]
Selenium 0.26 ug/L 5.0 ug/L 6.7 [3] 6.2 6.4 6.0 6.2 5.9
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L 0.083 [2] 0.12 [2] 0.099 [2] 0.11 [2] 0.099 [2] 0.11 [2]
Zinc 0.83 ug/L 2.0 ug/L 3.6 31 3.9 5.5 5.1 4.911]
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SN ) 2525 Advance Road
aceAnaM/cal A . Madison, WI 53718
ECCS Mobie Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

GAI Note: GAI Note:  GAI Note: @Al Note: GAI Note:

>1 hr >1 hr >1 hr >1 hr >1 hr

delay due delay due  delay due {elay due delay due

to slower O slower  to slower ., glower to slower

filling of filling of filling of fj11ing of filling of

tanks tanks tanks tanks tanks
LAB # Y162916-07  Y162916-08  Y162916-09  Y162916-10  Y162916-11 -
MATRIX Method Reporting Water Water Water Water Water -
SAMPLE ID Detection Limit Limit 060713-0130-A 060713-0232-A 060713-0401-A 060713-0505-A 060713-0609-A -

ET ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 1.8[2] 1.8 [2] 1.9 [2] 1.7 [2] 1.8[2] -
Arsenic 0.35 ug/L 2.0 ug/L 1.8[2] 1.7[2] 1.8[2] 1.8[2] 1.9[2] -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 ¢
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 -
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 =
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 =
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 =
Nickel 0.26 ug/L 2.0 ug/L 2.0 2.0 2.0 2.0 2.0 -
Selenium 0.26 ug/L 5.0 ug/L 5.9 6.2 6.0 6.1 6.3 -
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 -
Thallium 0.051 ug/L 0.40 ug/L 0.11[2] 0.098 [2] 0.11[2] 0.11[2] 0.11[2] -
Zinc 0.83 ug/L 2.0 ug/L 49[1] 4.6 [1] 5.3 [1] 3.9(1] 3.7[1] -

Special Notes
1 = Results may be biased high because of high continuing calibration verification (CCV).
Analyte was detected but is below the reporting limit. The concentration is estimated.
Resuts may be biased low because of low continuing calibration verification (CCV).
The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.

2
3
4
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From: Tim Lonas

Sent: Thursday, July 14, 2016 2:07 PM

To: Jerry.K.Miles@dom.com; michael.a.glagola@dom.com;
kenneth.roller@dom.com; Jason.E.Williams@dom.com;
doug.wight@dom.com; jeffrey.r.marcell@dom.com;
mike.surface@dom.com; rwilliams@gloverconstruction.com;
alan.eudy@gmail.com

Cc: Jeff Jackson; Scott Duda; Scott Quinlan; Madeline Schmiedeknecht;
John Klamut; Zachary Belcastro

Subject: 7/13/2016 Day/Night Shifts Mobile Lab Process Monitoring Summary
Reports - Possum Pt

Attachments: 160713 7am to 160713 7pm Inline Process Report Summary.pdf;

160713 7pm to 160714 7am Inline Process Report Summary.pdf

All,

Attached is the mobile lab Summary Report for the metals as measured from the inline process
monitoring samples at the treatment system from Wednesday, July 13th (7-am) to Thursday, July 14th
(7-am).

For Wednesday, July 13th Day shift:
e Enhanced treatment was continued from previous shift.
08:33 - Result for Selenium exceeded the threshold for column C in the O&M Manual. Water was
recycled to Pond D.

e 11:51 - >1 hr. delay due to ICP-MS calibration. Treatment system was shut down during non-
sampling period.

For Wednesday, July 13th Night shift:
e Enhanced treatment was continued from previous shift.

For additional comments, please see attached summary reports.

Please contact me with any questions.

Tim Lonas, EIT
Water/Wastewater Group

814.244.4719
GAI Consultants, Inc.

Tl it
412.399.5410 | C 814.244.4719 | ¥ W I N | gaiconsultants.com

n transforming ideas into reality, since 1958 | gaiconsultants.com
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CONFIDENTIALITY NOTICE: This communication contains confidential information belonging to the sender and may be legally privileged. This
communication is solely for the use of its intended recipient. If you are not the intended recipient, inform the sender of the error and remove this email
from your system. If this transmission includes any technical information, design data, and/or recommendations, they are provided only as a matter of
convenience and may not be used for final design and/or construction.
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e 2525 Advance Road
ace Analytical , ' Madison, WI 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

GAI Note:
>1 hr delay
GAI Note: .due to
Result for ICP-MS GAI Note: GAI Note: GAI Note:
GAI Note: Selenium calibration >1 hr >1 hr >1 hr
Enhanced treatment exceeded the - delay due  delay due delay due
continued from threshold for Treatment to slower to slower to slower
previous shift column C in system was filling of f£illing of filling of
the O&M shutdown tanks tanks tanks

Manual. Water during
was recycled non-samplin

to Pond D. g period.

LAB # Y¥162915-01 Y162915-02 Y162915-03 Y162915-04 Y162915-05  Y162915-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160713-0833-A 160713-1151-A 160713-1251-A 160713-1401-A 160713-1522-A 160713-1629-A

ET ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water) ‘ ;
Antimony 0.19 ug/L 2.0 ug/L 2.0 1.7 [2] 1.6 [2] 21 2.2 2.2
Arsenic 0.35 ug/L 2.0 ug/L 1.9 [2] 1.6 [2] 1.8 [2] 1.5[2] 1.5[2] 1.5[2]
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040' <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 0.89 [1] [2] 3.5[1] <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 [1] 1.41[1][2] <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.7 [2] 2.1[1] 2.8[1] 1.7 [2] 1.6 [2] 1.6 [2]
Selenium 0.26 ug/L 5.0 ug/L 7.5[1] 55 | 6.2 5.9 6.0 6.3
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 0.10 [2] 0.086 [2] 0.063 [2] 0.071 [2] 0.070 [2]
Zinc 0.83 ug/L 2.0 ug/L 44 4.8 [1] 9.5[1] 34 31 4.5
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SN 2525 Advance Road
aceAnalytical” | P e T Madison, WI 53718
ECCS Mobile Lab Services o SUMMARY&EPORT = 608.221.8700 Phone
. T — 608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station

385 East Waterfront Drive
Homestead, PA 15120-5005

Project Number:

150132.00

LAB #

MATRIX Method

SAMPLE ID Detection Limit

Reporting

Limit

GAI Note:
>1. hr
delay due
to slower
filling of
tanks

Y162915-07 - -
Water = -

160713-1745-A - =
ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19
Arsenic 0.35
Cadmium 0.040
Chromium 0.86
Copper 0.56
Lead 0.21
Mercury 0.048
Nickel 0.26
Selenium 0.26
Silver 0.16
Thallium 0.051
Zinc 0.83

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

2.0
2.0
0.40
2.0
2.0
2.0
0.20
2.0
5.0
0.40
0.40
2.0

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

2.2 -
1.7 [2] - =
<0.040 - -
<0.86 & -
<0.56 = =
<0.21 = =
<0.048 - -
1.6 [2] % =
6.4 - =
<0.16 - -
0.070 [2] - -
4.1 - -

Special Notes
1

i

]

1]

2
3
4

limits.

Results may be biased high because of high continuing calibration verification (CCV).

Analyte was detected but is below the reporting limit. The concentration is estimated.

The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.

Precision for the matrix spike duplicate, laboratory control sample duplicate or lab duplicate was outside of control
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2525 Advance Road

] ®
ace Analytical” Madison, WI 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005
GAI Note: GAI Note: GAI Note: GAI Note:
GAI Note: >1 hr >1 hr >1 hr >1 hr
Enhanced delay due delay due delay due delay due
treatment to slower to slower to slower to slower
sontinoed fEam filling of filling of filling of filling of
previous shift. tanks tanks tanks tanks
LAB # Y162916-01  Y162916-02  Y162916-03  Y162916-04  Y162916-05 Y162916-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 060713-1911-A 060713-2015-A 060713-2113-A 060713-2223-A 060713-2324AE 060713-0029-A
ET ET ET ET T ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 2.3 2.2 2.0 1.9[2] 1.9[2] 1.8 [2]
Arsenic 0.35 ug/L 2.0 ug/L 1.7 [2] 1.9 2] 1.9[2] 1.8 [2] 1.9 [2] 1.8 [2]
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 [3] <0.86 [3] <0.86 [3] <0.86 [3] <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 [3] <0.21 [3] <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.6 [2] 1.8[2] 1.9 [2] 2.0 2.0 1.8[2]
Selenium 0.26 ug/L 5.0 ug/L 6.7 [3] 6.2 6.4 6.0 6.2 5.9
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L 0.083 [2] 0.12 [2] 0.099 [2] 0.11 [2] 0.099 [2] 0.11[2]
Zinc 0.83 ug/L 2.0 ug/L 3.6 31 3.9 5.5 5.1 49[1]
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2525 Advance Road
Madison, WI 53718
608.221.8700 Phone

608.221.4889 Fax

ace Analytical®

ECCS Mobile Lab Services

GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005

GAI Note: GAI Note:  GAI Note: GaT Note: GAI Note:

>1 hr >1 hr >1 hr >1 hr >1 hr

delay due delay due  delay due gelay due delay due

to slower t‘_’ sl.l.ower to slower , glower to slower

filling of filling of filling of £i31)1ing of filling of

tanks tanks tanks tanks tanks
LAB # Y162916-07 Y162916-08 Y162916-09 Y162916-10 Y162916-11 -
MATRIX Method Reporting Water Water Water Water Water g
SAMPLE ID Detection Limit Limit 060713-0130-A 060713-0232-A 060713-0401-A 060713-0505-A 060713-0609-A -

ET ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 1.8[2] 1.8[2] 1.9[2] 1.7 [2] 1.8 [2] .
Arsenic 0.35 ug/L 2.0 ug/L 1.8 [2] 1.7 [2] 1.8[2] 1.8 [2] 1.9[2] -
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 -
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 -
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 -
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 -
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 -
Nickel 0.26 ug/L 2.0 ug/L 2.0 2.0 2.0 2.0 2.0 -
Selenium 0.26 ug/L 5.0 ug/L 5.9 6.2 6.0 6.1 6.3 -
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 -
Thallium 0.051 ug/L 0.40 ug/L 0.11[2] 0.098 [2] 0.11 [2] 0.11 [2] 0.11 [2] 5
Zinc 0.83 ug/L 2.0 ug/L 49[1] 4.6 [1] 5.3 [1] 3.9[1] 3.7 [1] -

Special Notes
1 = Results may be biased high because of high continuing calibration verification (CCV).
= Analyte was detected but is below the reporting limit. The concentration is estimated.
Resuts may be biased low because of low continuing calibration verification (CCV).
The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.

1]

2
3
4

]
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T 2525 Advance Road
ace Analytical . Madison, W1 53718
ECCS Mobile Lab Servicos 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station

385 East Waterfront Drive
Homestead, PA 15120-5005

Project Number: 150132.00

GAI Note: Results for GAI Note:

selenium exceeded the ~ >1 hr delay

thresholds of column in sampling
C in Table 8 of the due to ICP-MS
O&M manual. Water calibration.
was recycled to Pond Treatment

B system shut

down during
non-sampling

period.

LAB # Y¥162910-01 Y¥162910-02  Y162910-03 Y162910-04  Y162910-05 | Y162910-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160712-0708-A 160712-0805-A 160712-0903-A 160712-0958-A 160712-1056-A 160712-1338-A

ET ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 1.1[2] 1.1[2] [5] 1.2 [2] [5] 1.2 [2] [5] 1.3[2] 1.7[2]
Arsenic 0.35 ug/L 2.0 ug/L 2.5 2.5[5] 2.6 [5] 2.5 [5] 2.5 2.5
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 [5] <0.040 [5] <0.040 [5] <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 [5] <0.86 [5] <0.86 [5] <0.86 [5] <0.86 [5] <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 [5] <0.56 [5] <0.56 [5] <0.56 [5] <0.56 [5] <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 [3] <0.048 [3] <0.048 [3] <0.048 [3] <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.6 [2] [5] 1.7 [2] [5] 1.7 [2] [5] 1.7 [2] [5] 1.7 [21[5] 1.9 [2]
Selenium 0.26 ug/L 5.0 ug/L 6.6 6.4 [5] 6.5 [5] 6.4 [5] 6.7 7.8
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 [5] <0.16 [5] <0.16 [5] <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 [3] <0.051 [3] <0.051 <0.051 <0.051 [3] <0.051
Zinc 0.83 ug/L 2.0 ug/L 3.6 [1][5] 4.0 [1] [5] 5.3 [5] 4.3[5] 3.9[5]1 5.9

00025546




ace Analytical®

ECCS Mobile Lab Services

2525 Advance Road
Madison, W1 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project Number: 150132.00

Project: Possum Point Power Station

LAB #
MATRIX Method Reporting
SAMPLE ID Detection Limit Limit

GAI Note:
of column C in Table 8 of the O&M manual.

recycled to Pond D.

Y162910-07

Water

Y162910-08

Water

Y162910-09

Water

Results for selenium exceeded the thresholds
Water was

¥162910-10

Water

Y162910-11 s

Water e

160712-1434-A 160712-1545-A 160712-1647-A 160712-1751-A 160712-1849-A <
ET

ET

ET

ET

ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0
Arsenic 0.35 ug/L 2.0
Cadmium 0.040 ug/L 0.40
Chromium 0.86 ug/L 2.0
Copper 0.56 ug/L 2.0
Lead 0.21 ug/L 2.0
Mercury 0.048 ug/L 0.20
Nickel 0.26 ug/L 2.0
Selenium 0.26 ug/L 5.0
Silver 0.16 ug/L 0.40
Thallium 0.051 ug/L 0.40
Zinc 0.83 ug/L 2.0

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

1.7 [2]
2.6
<0.040
<0.86
<0.56
<0.21
<0.048
1.7 [2]
7.8
<0.16
<0.051
4.2

1.7 [2]
23
<0.040
<0.86
<0.56
<0.21
<0.048
1.8 [2]
7.5
<0.16
<0.051
4.5

1.7 [2]
2.3
<0.040
<0.86
<0.56
<0.21
<0.048
1.7[2]
7.5
<0.16
<0.051
3.8

1.8[2]
23
<0.040
<0.86
<0.56
<0.21
<0.048
1.8[2]
77
<0.16
<0.051
34

1.8[2] -
2.2 -
<0.040 2
<0.86 =
<0.56 -
<0.21 g
<0.048 %
1.7 [2] =
7.3 -
<0.16 -
<0.051 -
3.7 -

Special Notes

U WN =
n I

= Results may be biased high because of high continuing calibration verification (cev).
= Analyte was detected but is below the reporting limit. The concentration is estimated.
Resuts may be biased low because of low continuing calibration verification (ccv).

= The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.
Internal standards for this sample were out of control during the initial analysis performed within hold time.
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ace Analytical®

ECCS Mobite Lab Services

2525 Advance Road
Madison, WI 53718
608.221.8700 Phone

~ SUMMARY REPORT
e ! 608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project: Possum Point Power Station
Project Number: 150132.00

GAI Note:

Enhanced Treatment
continued from the
previous shift.

GAI Note: Results for Selenium Exceeded the thresholds of Column C
of Table 8 in the O&M Manual. All water was recycled back to Pond
D.

LAB # Y162912-01  Y162912-02  Y162912-03  Y162912-04  Y162912-05 Y162912-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160712-1941-A 160712-2032-A 160712-2122-A 160712-2210-A 160712-2256-A 160712-2345-A
ET ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 1.8 [1] 1.9[1] 1.9[1] 1.9[1] 1.9 [1] 1.9 [1]
Arsenic 0.35 ug/L 2.0 ug/L 2.4 2:3 2.4 2.4 24 2:3
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 0.051 [1]
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.7 [1] 1.7 [1] 1.7[1] 1.7 [1] 1.7 [1] 1.8[1]
Selenium 0.26 ug/L 5.0 ug/L 7.4 15 7.7 7.6 7.8 7.4
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 <0.051 <0.051 <0.051
Zinc 0.83 ug/L 2.0 ug/L 3.3 3.1 34 7.4 3.7 2.9
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/"_PaceAnalytical®

ECCS Mobile Lab Services

2525 Advance Road
S e Madison, WI 53718
SUMMARY REPORT 608.221.8700 Phone

608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project: Possum Point Power Station

Project Number: 150132.00

GAI Note: Results for Selenium Exceeded the
thresholds of Column C of Table 8 in the O&M
Manual. All water was recycled back to Pond D.

LAB # Y162912-07 Y¥162912-08 Y162912-09 Y162912-10 Y162912-11  Y162912-12

MATRIX Method Reporting Water Water Water Water Water Water

SAMPLE ID Detection Limit Limit 160713-0016-A 160713-0052-A 160713-0117-A 160713-0146-A|160713-0212-A 160713-0245-A
ET ET ET ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony
Arsenic
Cadmium
Chromium
Copper
Lead
Mercury
Nickel
Selenium
Silver
Thallium

Zinc

0.19
0.35
0.040
0.86
0.56
0.21
0.048
0.26
0.26
0.16
0.051
0.83

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

2.0
2.0
0.40
2.0
2.0
2.0
0.20
2.0
5.0
0.40
0.40
2.0

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

1.9[1] 1.9(1] 1.9 [1] 1.9[1] 1.8[1] 1.8 [1]
2.1 2.1 1.9 [1] 2.0 1.8[1] 1.8 [1]
<0.040 <0.040 <0.040 <0.040 <0.040 <0.040
<0.86 <0.86 <0.86 <0.86 <0.86 <0.86
<0.56 <0.56 <0.56 <0.56 <0.56 <0.56
<0.21 <0.21 <0.21 <0.21 <0.21 <0.21
<0.048 <0.048 <0.048 <0.048 <0.048 <0.048
1.7 [1] 1.8[1) 1.8 [1] 1.7 [1] 1.8 [1] 1.7 [1]
7.4 7.3 71 71 6.7 6.5
<0.16 <0.16 <0.16 <0.16 <0.16 <0.16
<0.051 <0.051 <0.051 <0.051 <0.051 <0.051
3.2 3.5 4.5 3.5 3.2 3.2
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ace Analytical’

ECCS Mobile Lab Services

- SUMMARY REPORT

2525 Advance Road
Madison, WI 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project: Possum Point Power Station

Project Number: 150132.00

GAI Note: >1 GAI Note: >1
hour delay in hour delay in
sampling due to Sampling due to
slower filling Slower filling
of the Tanks. of the Tanks.

LAB # Y162912-13  Y162912-14  Y162912-15  Y162912-16  Y162912-17 -
MATRIX Method Reporting Water Water Water Water Water -
SAMPLE ID Detection Limit Limit 160713-0306-A 160713-0339-A 160713-0437-A 160713-0553-A 160713-0703-A
ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 1.9 [1] 1.9 [1] 1.9[1] 1.9[1] 1.9 [1]
Arsenic 0.35 ug/L 2.0 ug/L 2.0 1.8 1] 1.7 [1] 1.8 [1] 1.7 [1]
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 <0.21 <0.21 <0.21
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.8 [1] 1.7 [1] 1.7 [1] 1.7 [1] 1.6 [1]
Selenium 0.26 ug/L 5.0 ug/L 6.6 6.6 6.5 6.4 6.6
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L <0.051 <0.051 <0.051 <0.051 <0.051
Zinc 0.83 ug/L 2.0 ug/L 37 4.1 3.9 4.4 3.8

Special Notes

1 = Analyte was detected but is below the reporting limit. The concentration is estimated.
2 = The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.
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From: Tim Lonas

Sent: Friday, July 15, 2016 2:08 PM

To: Jerry.K.Miles@dom.com; michael.a.glagola@dom.com;
kenneth.roller@dom.com; Jason.E.Williams@dom.com;
doug.wight@dom.com; jeffrey.r.marcell@dom.com;
mike.surface@dom.com; rwilliams@gloverconstruction.com;
alan.eudy@gmail.com

Cc: Jeff Jackson; Scott Duda; Scott Quinlan; Madeline Schmiedeknecht;
John Klamut; Zachary Belcastro

Subject: 7/14/2016 Day/Night Shifts Mobile Lab Process Monitoring Summary
Reports - Possum Pt

Attachments: 160714 7am to 160714 7pm Inline Process Report Summary.pdf

All,

Attached is the mobile lab Summary Report for the metals as measured from the inline process
monitoring samples at the treatment system from Thursday, July 14th (7-am) to Friday, July 15th (7-am).

For Thursday, July 14th Day shift:

e Enhanced treatment was continued from previous shift.
For Thursday, July 14th Night shift:

e  ProAct shut down. No reportable data.
For additional comments, please see attached summary reports.

Please contact me with any questions.

Tim Lonas, EIT
Water/Wastewater Group

GAI Consultants, Inc.

. e
412.399.5410 | C 814.244.4719 | T W I N\ | gaiconsultants.com

transforming ideas into reality, since 1958 | gaiconsultants.com

CONFIDENTIALITY NOTICE: This communication contains confidential information belonging to the sender and may be legally privileged. This
communication is solely for the use of its intended recipient. If you are not the intended recipient, inform the sender of the error and remove this email
from your system. If this transmission includes any technical information, design data, and/or recommendations, they are provided only as a matter of
convenience and may not be used for final design and/or construction.
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T 2525 Advance Road
HCGAHHMIC&/ ; Madison, WI 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station

385 East Waterfront Drive
Homestead, PA 15120-5005

Project Number: 150132.00

LAB #

MATRIX Method

SAMPLE ID Detection Limit

GAI Note:
Enhanced
Treatment
Continued from
the previous
shift.

Reporting
Limit

GAI Note:
>1 hr. in sampling due to slower filling of the tanks.

Y162918-01  Y162918-02  Y162918-03  Y162918-04  Y162918-05  Y162918-06

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19
Arsenic 0.35
Cadmium 0.040
Chromium 0.86
Copper 0.56
Lead 0.21
Mercury 0.048
Nickel 0.26
Selenium 0.26
Silver 0.16
Thallium 0.051
Zinc 0.83

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

2.0 ug/L
2.0 ug/L
0.40 ug/L
2.0 ug/L
2.0 ug/L
2.0 ug/L
0.20 ug/L
2.0 ug/L
5.0 ug/L
0.40 ug/L
0.40 ug/L
2.0 ug/L

Water Water Water Water Water Water
160714-0714-A 160714-0821-A 160714-0925-A 160714-1035-A 160714-1138-A 160714-1245-A
ET ET ET ET ET ET
1.8 [2] 1.7 [2] 1.9 [2] 1.9[2] 2.0 1.9 [2]

2.1 1.9 [2] 2.0 1.9[2] 2.0 1.9 [2]
<0.040 <0.040 <0.040 <0.040 <0.040 i <0.040
<0.86 <0.86 <0.86 <0.86 <0.86 <0.86
<0.56 <0.56 <0.56 <0.56 <0.56 <0.56
<0.21 <0.21 <0.21 <0.21 <0.21 <0.21
<0.048 <0.048 <0.048 <0.048 <0.048 <0.048

1.9[2] 1.9 [2] 1.8 [2] 1.9[2] 1.9 [2] 2.0

6.5 6.0 6.0 6.1 6.3 6.0
<0.16 <0.16 <0.16 <0.16 <0.16 <0.16

0.10 [2] 0.11[2] 0.10 [2] 0.12[2] 0.13[2] 0.13 [2]
3.6 [1] 3.8[1] 4.3[1] 2.8[1] 4.3 [1] 3.4[1)
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ace Analytical®

ECCS Mobile Lab Services

2525 Advance Road
Madison, WI 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project:

Project Number:

Possum Point Power Station
150132.00

GAI Note:

>1 hz: in
sampling due to
slower filling
of the tanks.

LAB # Y162918-07 = =

MATRIX Method Reporting Water 3 & ¥ -

SAMPLE ID Detection Limit Limit 160714-1351-A ® E T e
ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/L
Arsenic 0.35 ug/L 2.0 ug/L
Cadmium 0.040 ug/L 0.40 ug/L
Chromium 0.86 ug/L 2.0 ug/L
Copper 0.56 ug/L 2.0 ug/L
Lead 0.21 ug/L 2.0 ug/L
Mercury 0.048 ug/L 0.20 ug/L
Nickel 0.26 ug/L 2.0 ug/L
Selenium 0.26 ug/L 5.0 ug/L
Silver 0.16 ug/L 0.40 ug/L
Thallium 0.051 ug/L 0.40 ug/L
Zinc 0.83 ug/L 2.0 ug/L

1.9[2]
2.1[1]
<0.040
<0.86
<0.56
<0.21
<0.048
1.8[2]
6.1
<0.16
0.12 [2]
2.4 (1]

Special Notes
1
2
3

1}

Results may be biased high because of high continuing calibration verification (CCV).
Analyte was detected but is below the reporting limit. The concentration is estimated.
The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.
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From: Zachary Belcastro

Sent: Friday, July 29, 2016 1:52 PM

To: Jerry.K.Miles@dom.com; michael.a.glagola@dom.com;
kenneth.roller@dom.com; Jason.E.Williams@dom.com;
doug.wight@dom.com; jeffrey.r.marcell@dom.com;
mike.surface@dom.com; rwilliams@gloverconstruction.com;
alan.eudy@gmail.com

Cc: Tim Lonas; Zachary Belcastro; Jeff Jackson; Scott Duda; Scott Quinlan;
Madeline Schmiedeknecht; John Klamut; Cindy Zadorozny

Subject: 7/28/2016 Day/Night Shifts Mobile Lab Inline Process Summary
Reports - Possum Pt

Attachments: 160728 7pm to 160729 7am Inline Process Report Summary.pdf;

160728 7am to 160728 7pm Influent Report Summary.pdf; 160728
7am to 160728 7pm Inline Process Report Summary.pdf

All,

Attached is the mobile lab Summary Report for the metals as measured from the inline process
monitoring samples at the treatment system from Thursday, July 28th (7-am) to Friday, July 29th (7-am).

For Thursday, July 28 Day shift:

e  Enhanced treatment continued from previous shift.

e 11:45, 12:40, 13:34, 14:28, 15:19, 16:15, 17:15 — Samples were for QA/QC purposes only. No
water was discharged.

e 18:19 — Enhanced treatment was turned off with three good Composite and Inline Process
Samples.

For Thursday, July 28 Night shift:

e 23:42 - Selenium exceeded the thresholds of column A. Enhanced treatment was activated.
¢ >1 hour delay between samples 04:15 and 06:13 due to calibration of the ICP-MS. Treatment
system discharged water back to the pond during non-sampling period.

For additional comments, please see attached summary reports.
Please contact me with any questions.

Thanks,

Zach V. Belcastro, EIT
EIT

GAI Consultants,
4200 Triangle Lane, Export, PA 15632-1358

T 724.387.2170 | D 412.399.5453 | M 724.584.8108 | gaiconsuitants.com |

* Please update your records with my new direct telephone number

CONFIDENTIALITY NOTICE: This communication contains confidential information belonging to the sender and may be legally privileged. This
communication is solely for the use of its intended recipient. If you are not the intended recipient, inform the sender of the error and remove this email
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from your system. If this transmission includes any technical information, design data, and/or recommendations, they are provided cnly as a matter of
convenience and may not be used for final design and/or construction.
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ace Analytical”

ECCS Mobile Lab Services

_ SUMMARY REPORT

2525 Advance Road
Madison, WI 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive

Project: Pos

Project Number:

150132.00

sum Point Power Station

GAI Note:
Homestead, PA 15120-5005 Selen:u:l
exceeded the
thresholds .
of column A.
Enhanced
treatment
was GAI Note: GAI Note: GAI Note: GAI Note:
activated >1 hr. >1 hr. >1 hr. >1 hr.
GAI Note: delay in delay in delay in delay in
>1 hr. delay sampling sampling sampling sampling
in sampling due to due to due to due to
due to slower slower slower slower
slower filling filling filling filling
£illing of of the of the of the of the
the tanks. tanks. tanks. tanks. tanks.
LAB # Y163103-01 Y163103-02 Y163103-03 Y163103-04 Y163103-05  Y163103-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160728-1930-B 160728-2342-B 160729-0043-A 160729-0151-A 160729-0304-A 160729-0415-A
ET ET ET ET ET ET
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 1.1[1] 1.0 [1][2] 1.0 [1] [2] 0.99 [1] [2] 1.0 [1] [2] 1.1[1])
Arsenic 0.35 ug/L 2.0 ug/L 1.9 [1] 1.9 [1] 2.2 2.1 1.8 [1] 1.7 [1]
~ Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 [2] <0.040 [2] <0.040 [2] <0.040 [2] <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 ' <0.86 <0.86 [2] <0.86 [2] <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 [2] <0.56 [2] <0.56 [2] <0.56 [2] <0.56
Lead 0.21 ug/L 2.0 ug/L 0.27 [1] <0.21 <0.21 <0.21 <0.21 0.35[1]
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.1[1] 1.0 [1][2] 1.3 [1][2] 1.2 [1][2] 1.2 [1]1[2] 1.5[1]
Selenium 0.26 ug/L 5.0 ug/L 4.2 [1] [2] 5.4 5.2 5.2 5.4 5.6
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 wug/L 0.40 ug/L 0.17 [1] 0.15 [1] 0.14 [1] 0.15[1] 0.15[1] 0.18 [1]
zZinc 0.83 ug/L 2.0 ug/L 2.3[2] 4.2 [2] 3.4[2] 1.6 [1][2] 2.7 [2] 4.6
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ace Analytical®

ECCS Mobile Lab Services

2525 Advance Road
Madison, WI 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project:

Project Number:

Pos

150

sum Point Power Station

132.00

LAB #
MATRIX Method Reporting
SAMPLE ID Detection Limit Limit

GAI Note:
>1 ‘hr.
delay in
sampling
due to
calibration
of the
ICP-MS
Y163103-07
Water

160729-0613-A
ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0
Arsenic 0.35 ug/L 2.0
Cadmium 0.040 ug/L 0.40
Chromium 0.86 ug/L 2.0
Copper 0.56 ug/L 2.0
Lead 0.21 ug/L 2.0
Mercury 0.048 ug/L 0.20
Nickel 0.26 ug/L 2.0
Selenium 0.26 ug/L 5.0
Silver 0.16 ug/L 0.40
Thallium 0.051 ug/L 0.40
Zinc 0.83 ug/L 2.0

ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L
ug/L

1.2[1]
17111
<0.040
<0.86
<0.56
<0.21
<0.048
1.5[1]
6.1
0.16 [1]
0.18 [1]
5.3

Special Notes

T
|

1 = Analyte was detected but is below the reporting limit. The concentration is ‘js:stimated.

2
3
4

I

limits.

= Resuts may be biased low because of low continuing calibration verification (CCV).
The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.
= Precision for the matrix spike duplicate, laboratory control sample duplicate or lab duplicate was outside of control
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P onf® 2525 Advance Road

ace Analytical” A Madison, WI 53718

ECCS Mobile Lab Services 608.221.8700 Phone

] 608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station

385 East Waterfront Drive
Homestead, PA 15120-5005

Project Number: 150

132.00

LAB # ¥163101-01 Y163101-02  Y163101-03 Y163101-04  Y163101-05  Y163101-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160728—0700-IN160728-1141—IN160728—1236;-IN160728—1'331-IN160728-1425-IN 160728-1512-1
FL FL Fl. FL FL NFL
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 35 3.8 3.5 35 3.5 3.5
Arsenic 0.35 ug/t 2.0 ug/L 96 88 87 87 81 82
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0,040
Chromium 0.86 ug/L 2.0 ug/L <0.86 2.3[1] <0.86 <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L 0.58 [2] 0.74 [2] <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L 0.24 [2] 0.22 [2] 0.32 12} 0.46 [2] 0.42 (2] 0.38 [2]
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 2.6 2.7 2.4 2.3 2.3 2.4
Selenium 0.26 ug/L 5.0 ug/L 12 13 13[3] 13 12 12 [3]
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L 0.29 [2] 0.31 [2] 0.30 [2] 0.32[2] 0.29 [2] 0.29 [2]
Zinc 0.83 ug/L 2.0 ug/L <0.83 <0.83 <0.83 [3] <0.83 3] <0.83 [3] <0.83 [3]
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. 10 2525 Advance Road
ace Analytical Madison, WI 53718
ECCS Mobile Lab Services 608‘221-8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00
Homestead, PA 15120-5005
GAI Note:
Third good
composite
. GAI Note: sample.
?i\is:o;z;) 4 Second Enhanced
composite good Treatment
sample composite was turned
P sample off
LAB # Y163101-07  Y163101-08  Y163101-09  Y163101-10  Y163101-11  Y163101-12
MATRIX Method Reporting Water Water Water Water Water © Water
SAMPLE ID Detection Limit Limit 160728-1519-C 160728-1609-IN 160728-1615-C 160728-1709-IN 160728-1715-C 160728-1816-1
OMP1 FL OMP2 FL OMP3 NFL
200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 1.2 [2] 3.5 1.1[2] 34 1.2[2] 3.5
Arsenic 0.35 ug/L 2.0 ug/L 1.8 [2] 82 1.9 [2] 78 1.8 [2] 78
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 <0.86 <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L 0.69 [2] 0.38 [2] 0.41[2] 0.21[2] 0.45 [2] 0.33[2]
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.2 [2] 2.3 1.2 [2] 2.3 1.2[2] 2.2
Selenium 0.26 ug/L 5.0 ug/L 2.3[2][3] 12 [3] 2.2[2]1([3] 11 [3] 3.1[2] [3] 11 (3]
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L 0.20 [2] 0.32[2] 0.20 [2] 0.29 [2] 0.21 [2] 0.30 [2]
zZinc 0.83 ug/L 2.0 ug/L 16 [3] <0.83 [3] 3.4 [3] <0.83 [3] 5.91(3] <0.83 [3]
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. @ 2525 Advance Road
ace Analytical Madison, WI 53718
ECCS Mobile Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

LAB # Y163101-13  Y163101-14 Y163101-15  Y163101-16 - -
MATRIX Method Reporting Water Water Water Water - -
SAMPLE ID Detection Limit Limit 160728-1828-R 160728-1828-R 160728-1828-R 160728-1828-1T - -
EF1 EF2 EF4 P

200.8 EPA Metals by ICP/MS - No Digestion (Water)

Antimony 0.19 ug/L 2.0 ug/t 1.912] 1.9 2] {5} 1.91{2] 1.9[2] - -
Arsenic 0.35 ug/L 2.0 ug/L 1.6 [2] 1.5[2] [5] 1.3[2] 1.5{2] -

Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 [5] <0.040 <0.040 - -
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 [5] <0.86 <0.86 [5] - -
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 [5] <0.56 <0.56 {5] - -
Lead 0.21 ug/L 2.0 ug/L 0.45 [2] 0.52 (2] 0.39 [2] <0.21 - -
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <(0.048 - -
Nickel 0.26 ug/L 2.0 ug/L 1.6 [2] 1.7 {21 {51 16[2] 1.5 [2] [5] - .
Selenium 0.26 ug/L 5.0 ug/L 5.1 [3] 5.8 [3]1 (5] 5.7 [3] 5.9 [3] - -
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 [5] <0.16 <0.16 - -
Thallium 0.051 ug/L 0.40 ug/L 0.13 {2} 0.12 [2] 0.11{2] 0.15 (2] - -
Zinc 0.83 ug/L 2.0 ug/L 12 (3] 17 [3] [5] 8.4 3] 5.7 [31 15} - -

Special Notes
Results may be biased high because of high continuing calibration verificati

Resuts may be biased low because of low continuing calibration verification
The matrix spike and/or matrix spike duplicate recovery was outside of the

U hH W N
it

on (CCV).

Analyte was detected but is below the reporting limit. The concentration is estimated.

(cov).

laboratory control fimits.
Internal standards for this sample were out of control during the initial analysis performed within hold time.
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ace Analytical®

ECCS Mobile Lab Services

| 2525 Advance Road
Z Madison, WI 53718
608.221.8700 Phone

608.221.4889 Fax

GAI Consultants
385 East Waterfront Drive
Homestead, PA 15120-5005

Project: Poésum Point Power Station
Project Number: 150132.00

GAI Note:

Enhanced

treatment

was

continued I Note:

from amples were for QA/QC purposes only. No water was discharged
LAB # i Y163102-01  Y163102-02  Y163102-03  Y163102:04  Y163102:05 Y163102-06
MATRIX Method Reporting Water Water Water Water Water Water
SAMPLE ID Detection Limit Limit 160728-1145-A 160728-1240-A 160728-1334-A 160728-1428-A 160728-1519-A 160728-1615-A

ET ET ET | ET ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water) |
Antimony 0.19 ug/L 2.0 ug/L 0.82 [2] 1.2[2] 1.2[2] 1.1 (2] 1.1[2] 1.1[2]
Arsenic 0.35 ug/L 2.0 ug/L 2.9 2.8 3.0 _ 2.3 2.4 2.1
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 <0.040 <0.040 <0.040 <0.040
Chromium 0.86 ug/L 2.0 ug/L 1.2[1]1[2] <0.86 <0.86 <0.86 <0.86 <0.86
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 <0.56 <0.56 <0.56 <0.56
Lead 0.21 ug/L 2.0 ug/L <0.21 0.30 [2] 0.26 [2] 0.33[2] 0.29 [2] 0.32 [2]
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 <0.048 <0.048 <0.048 <0.048
Nickel 0.26 ug/L 2.0 ug/L 1.7 [2] 1.3[2] 14[2] 1.3[2] 1.3[2] 1.3[2]
Selenium 0.26 ug/L 5.0 ug/L 11 5.0 [3] 47121 3.8 [2] 3.5[2] [3] 3.3[2]1([31
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 <0.16 ‘ <0.16 <0.16 <0.16
Thallium 0.051 ug/L 0.40 ug/L 0.10 [2] 0.11 [2] 0.14 [2] 0.11[2] 0.11 [2] 0.12 [2]
Zinc 0.83 ug/L 2.0 ug/L 8.5 2.2 [3] 2.6 [3] | 2.4 [3] 2.7 [3] 2.1 (3]
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2525 Advance Road

. @
ace Analytical : Madison, WI 53718
HOGS Mobids Lab Services 608.221.8700 Phone
608.221.4889 Fax
GAI Consultants Project: Possum Point Power Station
385 East Waterfront Drive Project Number: 150132.00

Homestead, PA 15120-5005

GAI Note:

GAI Note: Enhanced

Samples Treatment

were for was turned

Qr/QC off with

purposes three good

only. No Composite

"?ter was and Inline

discharged Samples i
LAB # Y163102-07 Y163102-08 - = * =
MATRIX Method Reporting Water Water - - - -
SAMPLE ID Detection Limit Limit 160728-1715-A 160728-1819-B - = =

ET ET

200.8 EPA Metals by ICP/MS - No Digestion (Water)
Antimony 0.19 ug/L 2.0 ug/L 1.2 2] 1.1[2] - F - =
Arsenic 0.35 ug/L 2.0 ug/L 2.1 2.0 - - - =
Cadmium 0.040 ug/L 0.40 ug/L <0.040 <0.040 - = = =
Chromium 0.86 ug/L 2.0 ug/L <0.86 <0.86 2 = = -
Copper 0.56 ug/L 2.0 ug/L <0.56 <0.56 = s = #
Lead 0.21 ug/L 2.0 ug/L <0.21 <0.21 = £ 2 2
Mercury 0.048 ug/L 0.20 ug/L <0.048 <0.048 - - - =
Nickel 0.26 ug/L 2.0 ug/L 1.4[2] 1.2[2] - = = =
Selenium 0.26 ug/L 5.0 ug/L 3.8 [2] [3] 3.7[2]1[3] - - * 5
Silver 0.16 ug/L 0.40 ug/L <0.16 <0.16 - = - -
Thallium 0.051 ug/L 0.40 ug/L 0.14 [2] 0.19 [2] - - - e
Zinc 0.83 ug/L 2.0 ug/L 2.7 [3] 2.7 [3] = = = ®

Special Notes
1

2
3
4

Results may be biased high because of high continuing calibration verification (CCV).

Analyte was detected but is below the reporting limit. The concentration is estimated.

Resuts may be biased low because of low continuing calibration verification (CCV).

The matrix spike and/or matrix spike duplicate recovery was outside of the laboratory control limits.
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